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UL Solutions
ul.com



UL Solutions
• Standards development organization

– Also active in other standards organizations

• Code‐approved testing agency
• Certification provider:

– Third‐party certification
– Follow‐up Service (FUS)
– UL mark

• Product iQ directory of certifications and listings
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UL 580:
• 5th edition, revised March 29, 2019
• 10’ x 10’ chamber
• Oscillating negative and positive 

pressures applied (80‐minute cycles 
per load classification)

• Class 15, 30, 60 and 90
• Classified assemblies appear in UL 

Product iQ

Link

This is a very stringent test



UL 580 test apparatus
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UL 1897:
• 7th edition, revised July 13, 2023
• Part 1:  10’ x 10’ or 5’ x 9’ 

specimens
• 15 psf load increments held of 

60 seconds each (uniform static 
pressure)

• Part 2:  2’ x 2’ pull test (adhered 
systems)

• Class 15, 30, 60 and 90
• Classified assemblies appear in UL 

Product iQ
Link
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ASTM E108:
• UL 790, “Standard Test Methods 

for Fire Tests of Roof Coverings”
• Edition 9, February 18, 2022

• Spread of flame, burning brand, 
intermittent flame exposure, 
flying brand* and rain* tests

• Class A, B or C
• Assemblies classified by UL will 

appear in UL Product iQ

Link to ASTM E108
Link to UL 790
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UL Product IQ
https://productiq.ulprospector.com/en
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FM Global
FMGlobal.com



Factory Mutual (FM)
FM Global
• Insurance company
• Specializes in highly‐protected risk
• Engineering‐based approach to risk management
• Loss Prevention Data Sheets
• Field engineers assigned to specific FM Global‐insured clients
• Project submission/approval (Form X2688)
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Factory Mutual (FM) ‐ continued

FM Approvals
• A subsidiary of FM Global
• Standards development organization

– Also active in other standards organizations

• Code‐approved testing agency
• Certification provider:

– Third‐party certification
– Factory surveillance/audits
– FM diamond mark
– RoofNav
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FM Global’s Loss Prevention Data Sheets
FMGlobalDataSheets.com or RoofNav.com

• 1‐15:  Roof‐mounted Solar Photovoltaic Panels
• 1‐28:  Wind Design
• 1‐29:  Roof Deck Securement
• 1‐33:  Safeguarding Torch‐applied Roof Installations
• 1‐34:  Hail Damage
• 1‐35:  Vegetative Roof Systems
• 1‐49:  Perimeter Flashing
• 1‐52:  Field Verification of Roof Wind Uplift Resistance
• 1‐54:  Roof Loads for New Construction
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FM Global Form X2688

Accessible in RoofNav’s Reference Materials tab



FM Approvals
FMApprovals.com
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FM 4470
• Multi‐attribute evaluation:

• Combustibility, wind uplift, hail 
damage, water leakage, foot traffic, 
corrosion, non‐combustible core*, 
dynamic puncture* and solar 
reflectance* 

• Manufacturing QC program, 
surveillance audits and 
installation inspections

• FM Approvals’ classification
• RoofNav listing



FM Approvals classification designation
An example
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FM 1‐60 A (MH)

Class 1 combustibility 
Uplift resistance (60 psf tested load)
Class A fire resistance
Hail resistance (MH, SH, VSH)

This is a tested uplift resistance.  
It is not a wind speed!!!



Remaining topics
UL and FM

• Demonstrations:
– UL’s Product iQ (link)
– FM Approval’s RoofNav (link)

• Manufacturer’s private‐label arrangements
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Questions
UL and FM
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