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DESCRIPTION

COVER PAGE.01

--INDICATES ITEMS TO BE VERIFIED
  BY CUSTOMER.

=U.N.O. UNLESS NOTED OTHERWISE

=T.O.H. TOP OF HORIZONTAL

A/C = ACCESS CONTROLLED
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=

=
=

=
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EL.
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DOOR OPENING

MASONRY OPENING

FRAME DIMENSION

DEAD LOAD (ANCHOR)

CENTER LINE

DAYLIGHT OPENING

ELEVATION

FINISH FLOOR

DIMENSION

GENERAL CONTRACTOR

BOTTOM OF HORIZONTAL
A.F.F. ABOVE FINISHED FLOOR

HM

N.I.C.

M.L.

N.T.S.
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=
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R.O.
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T.O.S.
T.O.STL.

=

=

=

=

=

=

TOP OF SLAB

MULLION LENGTH

OVERALL FRAME DIMENSION
OPENING DIMENSION
NOT TO SCALE
NOT IN CONTRACT

HOLLOW METAL BY OTHERS

ROUGH OPENING

TOP OF STEEL

TOP OF FINISHED FLOOR

REFERENCE

W.D.
W.L.
W.P.

=
=
=

WIND LOAD (ANCHOR)
WORKING POINT

WINDOW DIMENSION
W.C. WEB CENTER

--DIMENSION LUMBER

--CUT STONE

--CONCRETE

--CONCRETE BLOCK

--BATT INSULATION

--STEEL IN SECTION

--WINDOW DESIGNATION

--DOOR DESIGNATION

.02 - .06

WINDOW

PAGE

--DETAIL MARK

1.01 - 1.12 FLOOR PLANS

SPECIAL NOTES:

- ALL BLOCKING AND STRUCTURAL SUPPORT IS SUPPLIED AND INSTALLED BY OTHERS

- SEE SEPARATE SAMPLES FOR GLASS MAKE UP.

3.01 - 3.37 DETAILS

2.01 - 2.125 ELEVATIONS

DRAWING SHEET INDEX

PAGE #

CAMPERDOWN APARTMENTS
320 FALLS ST.

GREENVILLE, SC 29602

SCHEDULES

PAGE
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ALUMINUM STOREFRONT INSTALLER ARCHITECT

25 LITTLEJOHN GLEN COURT
GREENVILLE, SC  29615
PH:   864.288.1272
FAX:  864.288.1279
WWW.GRAHAMHODGE.COM

WAKEFIELD BEASLEY & ASSOCIATES
5200 AVALON BLVD
ALPHARETTA, GA 30009
770.209.9393
WWW.WAKEFIELDBEASLEY.COM

GRAHAM-HODGE
ASSOCIATES INC.

METAL MANUFACTURER

ERECTOR / G.C. NOTE:
PLEASE FIELD VERIFY ALL DIMENSIONS

N.B.G.H. = NOT BY GRAHAM HODGE

555 GUTHRIDGE COURT
TECHNOLOGY PARK ATLANTA
NORCROSS, GA 30092
770-449-5555 PHONE
770-734-1560 FAX
www.kawneer.com

AN ARCONIC COMPANY
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GLASS SCHEDULE
SYMBOL DESCRIPTION (SEE  SUBMITTALS)

1A

1" INSULATED VISION GLASS
  - 1/4 " CLEAR HEAT STRENGTHENED W/ SN 51/23 (#2)
  - 1/2" AIR SPACE
  - 1/4" CLEAR ANNEALED

1B

1C

1" INSULATED VISION GLASS
  - 1/4 " CLEAR TEMPERED W/ SN 51/23 (#2)
  - 1/2" AIR SPACE
  - 1/4" CLEAR TEMPERED

1" INSULATED SPANDREL GLASS
  - 1/4 " CLEAR HEAT STRENGTHENED W/ SN 51/23 (#2)
  - 1/2" AIR SPACE
  - 1/4" CLEAR HEAT STRENGTHENED W/ SPANDREL (#4)

1F

1" INSULATED VISION GLASS
  - 1/4 " CLEAR TEMPERED W/ SN 51/23 (#2) AND FIREMAN LOGO ON #1
  - 1/2" AIR SPACE
  - 1/4" CLEAR TEMPERED

2

3

1/4" VISION GLASS
  - 1/4 " CLEAR TEMPERED

1" METAL PANEL

1CT

1" INSULATED SPANDREL GLASS
  - 1/4 " CLEAR TEMPERED W/ SN 51/23 (#2)
  - 1/2" AIR SPACE
  - 1/4" CLEAR TEMPERED W/ SPANDREL (#4)

STANDARD KYNAR SOLID PLASTIC
POLYSTYRENE
STANDARD KYNAR SOLID PLASTIC

WINDOW SYSTEM NOTES:

EXTERIOR CURTAINWALL SYSTEM:

- KAWNEER 1600 WALL - SYSTEM 1 - 2 1/2" X 6" CURTAINWALL
  FRONT SET TO ACCEPT 1" GLASS - EXTERIOR INSTALLED - BLACK ANODIZED

- KAWNEER 1600 WALL - SYSTEM 1 - 2 1/2" X 7 1/2" CURTAINWALL
  FRONT SET TO ACCEPT 1" GLASS - EXTERIOR INSTALLED - BLACK ANODIZED

EXTERIOR WINDOW WALL SYSTEM:

- KAWNEER 501 WINDOW WALL SYSTEM - 2 1/4" X 5" WINDOW WALL
  FRONT SET TO ACCEPT 1" GLASS - EXTERIOR INSTALLED - BLACK ANODIZED

- KAWNEER 501 WINDOW WALL SYSTEM - 2 1/4" X 6" WINDOW WALL
  FRONT SET TO ACCEPT 1" GLASS - EXTERIOR INSTALLED - BLACK ANODIZED

EXTERIOR STOREFRONT SYSTEM:

- KAWNEER TRIFAB VERSAGLAZE 451 - 2" X 4 1/2" STOREFRONT
  CENTER GLAZE TO ACCEPT 1" GLASS - BLACK ANODIZED

INTERIOR STOREFRONT SYSTEM:

- KAWNEER TRIFAB VERSAGLAZE 450 - 1 3/4" X 4 1/2" STOREFRONT
  CENTER SET TO ACCEPT 1/4" GLASS - BLACK ANODIZED

ALUMINUM STOREFRONT DOORS:

- KAWNEER 500 WIDE STILE DOORS - 1 3/4" THICK - WITH 10" BOTTOM RAIL
  EXTERIOR TO ACCEPT 1" GLASS - BLACK ANODIZED

- KAWNEER 500 WIDE STILE DOORS - 1 3/4" THICK - WITH 10" BOTTOM RAIL
  INTERIOR TO ACCEPT 1/4" GLASS - BLACK ANODIZED

ALUMINUM TERRACE DOORS:

- KAWNEER 2000T TERRACE DOORS - TO ACCEPT 1" GLASS

DATE:
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FILE NO.
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DOOR SCHEDULE
DOOR DOOR OPENING CLEAR OPENING HAND DOOR TYPE FRAMING FRAME TYPE HARDWARE COLOR

010A 6'-0" X 7'-10 1/8" 6'-0" X 7'-10 1/8" PAIR-SO MEDIUM STILE 1600 C124 HW #2.0 BLACK ANOD.

010C 6'-0" X 8'-0" 6'-0" X 8'-0" PAIR-SO MEDIUM STILE 450 L4 HW #17.0 T.B.D.

026 LH-HLSI R1.1 T.B.D.

027 RH-HRSI R1.2 T.B.D.

034 3'-0" X 7'-9 7/8 3'-0" X 7'-9 7/8 RH-HRSI MEDIUM STILE 450 P1 HW #25.0 T.B.D.

040 6'-0" X 7'-10 1/8" 6'-0" X 7'-10 1/8" PAIR-SO MEDIUM STILE 1600 C120 HW #5.1 CLEAR ANOD.

052 3'-0" X 7'-10 1/8" 3'-0" X 7'-10 1/8" RH-HLSO MEDIUM STILE 1600 C116 HW #3.0 BLACK ANOD.

060 6'-0" X 7'-10 1/8" 6'-0" X 7'-10 1/8" PAIR-SO MEDIUM STILE 1600 C122 HW #1.0 BLACK ANOD.

130 6'-0" X 7'-9 1/2" 6'-0" X 7'-9 1/2" PAIR-SI MEDIUM STILE 451 FDI HW #6.0 BLACK ANOD.

140A 6'-0" X 7'-9 1/2" 6'-0" X 7'-9 1/2" PAIR-SI MEDIUM STILE 451 FDI HW #8.0 BLACK ANOD.

160A 6'-0" X 7'-9 7/8 6'-0" X 7'-9 7/8 PAIR-SI MEDIUM STILE 450 FD1A HW #6.1 T.B.D.

160B 3'-0" X 7'-6 1/2" 3'-0" X 7'-6 1/2" LH-HRSO MEDIUM STILE 501 W42 HW #9.0 BLACK ANOD.

160C 3'-0" X 7'-6 1/2" 3'-0" X 7'-6 1/2" RH-HLSO MEDIUM STILE 501 W41 HW #9.0 BLACK ANOD.

161A SLIDING CR1 HW #12.0 T.B.D.

161B 6'-0" X 7'-9 1/2" 6'-0" X 7'-9 1/2" PAIR-SO MEDIUM STILE 451 FDO HW #5.0 BLACK ANOD.

161C 6'-0" X 7'-9 1/2" 6'-0" X 7'-9 1/2" PAIR-SO MEDIUM STILE 451 FDO HW #5.0 BLACK ANOD.

163 SLIDING CR2 HW #12.0 T.B.D.

170 3'-0" X 7'-9 7/8 3'-0" X 7'-9 7/8 RH-HRSI MEDIUM STILE 450 F1 HW #11.0 T.B.D.

170A 3'-0" X 8'-1 1/2" 3'-0" X 8'-1 1/2" RH-HLSO MEDIUM STILE 451 FDOA HW #5.0 BLACK ANOD.

1130 6'-0" X 7'-9 7/8 6'-0" X 7'-9 7/8 PAIR-SI MEDIUM STILE 450 FD1A HW #16.0 T.B.D.

1.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

1.1B 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD4 HW #32.0 BLACK ANOD.

1.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

1.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

1.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

1.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

1.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

1.1F-1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

1.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

1.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

1.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

1.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

1.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

1.1LA 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS-A OPP. HW #32.0 BLACK ANOD.

1.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

1.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

1.1P 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

1.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

1.1U 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD4 OPP. HW #32.0 BLACK ANOD.

DOOR SCHEDULE
DOOR DOOR OPENING CLEAR OPENING HAND DOOR TYPE FRAMING FRAME TYPE HARDWARE COLOR

2.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

2.1B 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD4 HW #32.0 BLACK ANOD.

2.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

2.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

2.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

2.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

2.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

2.1F-1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

2.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

2.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

2.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

2.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

2.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

2.1LA 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS-A OPP. HW #32.0 BLACK ANOD.

2.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

2.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

2.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

2.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

2.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

2.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

2.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

2.1U 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD4 OPP. HW #32.0 BLACK ANOD.

3.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

3.1B 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD4 HW #32.0 BLACK ANOD.

3.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

3.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

3.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

3.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

3.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

3.1F-1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

3.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

3.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

3.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

3.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

3.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

3.1L-1 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

3.1MA 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2-A OPP. HW #32.0 BLACK ANOD.

3.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

3.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

3.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

3.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

3.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

3.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

3.1U 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD4 OPP. HW #32.0 BLACK ANOD.
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DOOR SCHEDULE
DOOR DOOR OPENING CLEAR OPENING HAND DOOR TYPE FRAMING FRAME TYPE HARDWARE COLOR

4.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

4.1B 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD4 HW #32.0 BLACK ANOD.

4.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

4.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

4.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

4.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

4.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

4.1FA 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2-A OPP. HW #32.0 BLACK ANOD.

4.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

4.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

4.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

4.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

4.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

4.1L-1 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

4.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

4.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

4.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

4.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

4.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

4.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

4.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

4.1U 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD4 OPP. HW #32.0 BLACK ANOD.

5.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

5.1B 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W8 HW #32.0 CLEAR ANOD.

5.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

5.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

5.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

5.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

5.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

5.1F-1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

5.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

5.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

5.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

5.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

5.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

5.1L-1 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

5.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

5.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

5.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

5.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

5.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

5.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

5.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

5.1U 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W1 HW #32.0 CLEAR ANOD.

DOOR SCHEDULE
DOOR DOOR OPENING CLEAR OPENING HAND DOOR TYPE FRAMING FRAME TYPE HARDWARE COLOR

6.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

6.1B 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W8 HW #32.0 CLEAR ANOD.

6.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

6.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

6.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

6.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

6.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

6.1F-1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

6.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

6.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

6.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

6.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

6.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

6.1L-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W24 HW #32.0 CLEAR ANOD.

6.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

6.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

6.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

6.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

6.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

6.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

6.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

6.1U 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W1 HW #32.0 CLEAR ANOD.

7.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

7.1B 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W8 HW #32.0 CLEAR ANOD.

7.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

7.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

7.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

7.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

7.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

7.1F-1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

7.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

7.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

7.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

7.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

7.1L 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

7.1L-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W24 HW #32.0 CLEAR ANOD.

7.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

7.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

7.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

7.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

7.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

7.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

7.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

7.1U 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W1 HW #32.0 CLEAR ANOD.
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8.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

8.1B 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W8 HW #32.0 CLEAR ANOD.

8.1C 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

8.1D 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

8.1D1 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD1 OPP. HW #32.0 BLACK ANOD.

8.1E 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

8.1F 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

8.1FA 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2-A OPP. HW #32.0 BLACK ANOD.

8.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

8.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

8.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

8.1K 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

8.1L 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W25 HW #32.0 CLEAR ANOD.

8.1L-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W24 HW #32.0 CLEAR ANOD.

8.1M 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

8.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

8.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

8.1Q 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

8.1R 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

8.1S 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD1 HW #32.0 BLACK ANOD.

8.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 BLACK ANOD.

8.1U 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W1 HW #32.0 CLEAR ANOD.

9.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

9.1B 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W8 HW #32.0 CLEAR ANOD.

9.1C 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W19 HW #32.0 CLEAR ANOD.

9.1D 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W6 HW #32.0 CLEAR ANOD.

9.1D1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W5 HW #32.0 CLEAR ANOD.

9.1E 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W21 HW #32.0 CLEAR ANOD.

9.1F 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W6 HW #32.0 CLEAR ANOD.

9.1F-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W3 HW #32.0 CLEAR ANOD.

9.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

9.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

9.1J 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 BLACK ANOD.

9.1K 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W5 HW #32.0 CLEAR ANOD.

9.1L 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W25 HW #32.0 CLEAR ANOD.

9.1L-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W24 HW #32.0 CLEAR ANOD.

9.1M 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W5 HW #32.0 CLEAR ANOD.

9.1N 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD2 HW #32.0 BLACK ANOD.

9.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

9.1Q 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 W29 HW #32.0 CLEAR ANOD.

9.1R 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W30 HW #32.0 CLEAR ANOD.

9.1S 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W3 HW #32.0 CLEAR ANOD.

9.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 CLEAR ANOD.

9.1U 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 W1 HW #32.0 CLEAR ANOD.

DOOR SCHEDULE
DOOR DOOR OPENING CLEAR OPENING HAND DOOR TYPE FRAMING FRAME TYPE HARDWARE COLOR

10.1A 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

10.1B 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C8 HW #32.0 CLEAR ANOD.

10.1C 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C19 HW #32.0 CLEAR ANOD.

10.1D 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C6 HW #32.0 CLEAR ANOD.

10.1D1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C5 HW #32.0 CLEAR ANOD.

10.1E 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C21 HW #32.0 CLEAR ANOD.

10.1F 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C6 HW #32.0 CLEAR ANOD.

10.1F-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C3 HW #32.0 CLEAR ANOD.

10.1G 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" RH-HLSO TERRACE 501 BD3 HW #32.0 BLACK ANOD.

10.1H 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" LH-HRSO TERRACE TERRACE FS HW #32.0 CLEAR ANOD.

10.1J 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C22 HW #32.0 CLEAR ANOD.

10.1K 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C5 HW #32.0 CLEAR ANOD.

10.1L 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C25 HW #32.0 CLEAR ANOD.

10.1L-1 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C24 HW #32.0 CLEAR ANOD.

10.1M 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C5 HW #32.0 CLEAR ANOD.

10.1N 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C27 HW #32.0 CLEAR ANOD.

10.1P 3'-1 5/16 X 6'-7 3/8" 2'-8" X 6'-5 1/16" LH-HRSO TERRACE 501 BD2 OPP. HW #32.0 BLACK ANOD.

10.1Q 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" RH-HLSO TERRACE 501 C29 HW #32.0 CLEAR ANOD.

10.1R 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C30 HW #32.0 CLEAR ANOD.

10.1S 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C3 HW #32.0 CLEAR ANOD.

10.1T 3'-1 5/16" X 6'-11 1/2" 2'-8" X 6'-9 1/4" RH-HLSO TERRACE TERRACE FS OPP. HW #32.0 CLEAR ANOD.

10.1U 3'-1 5/16 X 6'-11 3/4" 2'-8" X 6'-9 1/2" LH-HRSO TERRACE 501 C1 HW #32.0 CLEAR ANOD.

DOOR  NOTES:

ALUMINUM STOREFRONT DOORS:

- KAWNEER 500 WIDE STILE DOORS - 1 3/4" THICK - WITH 10" BOTTOM RAIL
  EXTERIOR TO ACCEPT 1" GLASS - BLACK ANODIZED

- KAWNEER 500 WIDE STILE DOORS - 1 3/4" THICK - WITH 10" BOTTOM RAIL
  INTERIOR TO ACCEPT 1/4" GLASS - BLACK ANODIZED

ALUMINUM TERRACE DOORS:

- KAWNEER 2000T TERRACE DOORS - TO ACCEPT 1" GLASS
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DOOR HARDWARE NOTES:.

1.0 - DOOR 060
   - 2 CONTINUOUS HINGE  (CFMSLF-HD1 X L.A.R.)
   - 1 CONCEALED VERT ROD EXIT (6220 481F)
   - 1 CONCEALED VERT ROD EXIT (6220 480F)
   - 2 SURFACE CLOSER, OHS (2721 SN-134)
   - 1 1/2" THRESHOLD

2.0 - DOOR 010A
   - 2 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
   - 2 FLUSH BOLT (555)
   - 1 DUST PROOF STRIKE (570)
   - 1 LEVER / LOCKSET (4600 01-CURVE)
   - 1 CYLINDER (AS REQUIRED)
   - 1 THUMBTURN CYLINDER (4066-01)
   - 1 SURFACE OVERHEAD HOLDER (9-X36)
   - 2 SURFACE CLOSER, OHS (2721 SN-134)
   - 1 1/2" THRESHOLD

3.0 - DOOR 052
   - 1 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
   - 1 RIM EXIT DEVICE (6150 EO)
   - 1 SURFACE CLOSER, OHS (2721 SN-134)
   - 1 1/2" THRESHOLD

5.0 - DOORS 161B, 161C
   - 2 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
   - 2 FLUSH BOLT (555)
   - 1 DUST PROOF STRIKE (570)
   - 1 LEVER / LOCKSET (4600 01-CURVE)
   - 1 CYLINDER
   - 1 THUMBTURN CYLINDER (4066-01)
   - 2 SURFACE OVERHEAD HOLDER (9-X36)
   - 2 SURFACE CLOSER, OHS (2721 SN-134)
   - 1 1/2" THRESHOLD

5.1 - DOOR 040
   - 2 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
   - 1 FLUSH BOLT (555)
   - 1 DUST PROOF STRIKE (570)
   - 1 DEADLATCH (4900)
   - 2 PADDLE OPERATOR (4591-01-00)
   - 1 SURFACE OVERHEAD HOLDER (9-X36)
   - 1 SURFCE CLOSER, OHS (2721 SN-134)
   - 1 1/2" THRESHOLD

11.0 - DOORS 170
- 1 CONTINUOUS HINGE (CFMSLF-HD1 ACC12 X L.A.R.)
- 1 LEVER / LOCKSET (4600 01-CURVE)
- ELECTRIFICATION KIT - EK-2190
- 1 CYLINDER
- 1 THUMBTURN CYLINDER (4066-01)
- 1 SURFACE CLOSER, 2701 SN-134
- 1 ELECTROLYNX HARNESS (DOOR) QC-C X L.A.R.
- 1 ELECTROLYNX HARNESS (FRAME) QC-C1500
- 1 ACENTRA GANG CNTRLR-UPDATER - NTX610-KIT (PT/TS)
- 1 POWER SUPPLY BPS-12/24-1
- 1  1/2" THRESHOLD

12.0 - DOOR 161A, 163
   - 1 TRACK SYSTEM (W60D/8)
   - 2 LOCKING PULL (LP3301DBD ADA 1109)

16.0 - DOOR 1130
   - 2 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
   - 1 CONCEALED VERT ROD EXIT (6220 MO506F)
   - 1 CONCEALED VERT ROD EXIT (6220 EO)
   - 1 COORDINATOR (2672)
   - 2 SURFACE CLOSER, TRIPK (2701 SN-134)

17.0 - DOOR 010C
   - 2 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
   - 2 FLUSH BOLT (555)
   - 1 DUST PROOF STRIKE (570)
   - 1 LEVER / LOCKSET (4600 01-CURVE)
   - 1 CYLINDER (AS REQUIRED)
   - 1 THUMBTURN CYLINDER (4066-01)
   - 2 SURFACE OVERHEAD HOLDER (9-X36)
   - 2 SURFACE CLOSER, OHS (2721 SN-134)
   - 1 1/2" THRESHOLD

25.0 - DOOR 034
   - 4 HINGE (TA2314 4 1/2" X 4 1/2")
   - 1 PASSAGE LATCH, PSH PULL (HP3010 HPSK)
   - 1 MOP PLATE (K1050 4" X 1" L.D.W. BEV CSK)
   - 3 SILENCER (608)
   - 1 1/2" THRESHOLD

32.0 - DOORS UNIT BALCONY
   2 EA - ADJUSTABLE BUTT HINGE                       - CLEAR OR DARK BRONZE ANODIZED
1 EA - DOOR STOP                                               - STAINLESS STEEL
1 EA - LOW PROFILE THRESHOLD                     - MILL FINISH
1 EA - HOPPE HLS 7 SERIES LOCK                    - BRUSHED CHROME/STAINLESS STEEL
           -TRIM SET                                                  - BRUSHED CHROME
           -LATCHLOCK/DEADBOLT GEAR BOX     - STAINLESS STEEL

DOOR HARDWARE NOTES:

6.0 - DOOR 130
- 1 CONTINUOUS HINGE (CFMSLF-HD1 X L.A.R.)
- 1 CONTINUOUS HINGE (CFMSLF-HD1 ACC12 X L.A.R.)
- 1 COMBINATION FLUSH BOLT SET (2845-2945)
- 1 LEVER / LOCKSET (4600 01-CURVE)
- 1 ELECTRIFICATION KIT (EK-2190)
- 1 COORDINATOR (2672)
- 2 SURFACE CLOSER, OHS (2721 SN-134)
- 1 ELECTROLYNX HARNESS, DOOR (QC-C X L.A.R.)
- 1 ELECTROLYNX HARNESS, FRAME (QC-C1500)
- 1 ACCENTRA GANG CNTRLR-UPDATER (NTX610-KIT)
- 1 POWER SUPPLY (BPS-12/24-1)
- 1 1/2" THRESHOLD

6.1 - DOOR 160A
- 2 CONTINUOUS HINGE (CFMSLF-HD1 ACC12 X L.A.R.)
- 1 CONCEALED VERT ROD EXIT (6220 B P 481F)
- 1 CONCEALED VERT ROD EXIT (6220 B P 480F)
- 2 SURFACE CLOSER, OHS (2721 SN-134)
- 2 ELECTROLYNX HARNESS, DOOR (QC-C X L.A.R.)
- 2 ELECTROLYNX HARNESS, FRAME (QC-C1500)
- 1 ACCENTRA GANG CNTRLR-UPDATER (NTX610-KIT)
- 1 POWER SUPPLY (BPS-12/24-1)
- 1 1/2" THRESHOLD

8.0 - DOOR 140A
- 2 CONTINUOUS HINGE (CFMSLF-HD1 ACC12 X L.A.R.)
- 1 CONCEALED VERT ROD EXIT (6220 B P 481F)
- 1 CONCEALED VERT ROD EXIT (6220 B P 480F)
- 2 SURFACE CLOSER, OHS (2721 SN-134)
- 1 ELECTROLYNX HARNESS, DOOR (QC-C X L.A.R.)
- 1 ELECTROLYNX HARNESS, FRAME (QC-C1500)
- 1 ACCENTRA CONTROLLER (NTX600-CTLR)
- 1 POWER SUPPLY (BPS-12/24-1)
- 1 1/2" THRESHOLD

9.0 - DOOR 160B, 160C
- 1 CONTINUOUS HINGE  (CFMSLF-HD1 X L.A.R.)
- 1 LEVER / LOCKSET (4600 01-CURVE)
- 1 CYLINDER
- 1 THUMBTURN CYLINDER (4066-01)
- 1 SURFACE CLOSER, OHS (2721 SN-134)
- 1 1/2" THRESHOLD

DOOR HARDWARE SCHEDULE
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SCALE: 1/2" = 1'-0"
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F1ELEVATION
SCALE: 1/2" = 1'-0"
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