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AutoCAD SHX Text
DOMESTIC WATER PIPING INSIDE THE BUILDING SHALL BE TYPE "L" COPPER TUBE.

AutoCAD SHX Text
USE LEAD FREE SOLDER. INSTALL ALL PIPING ABOVE THE CEILING.  CROSS LINKED 

AutoCAD SHX Text
POLYETHYLENE (PEX) PLASTIC TUBING CONFORMING TO ASTM F 876, ASTM F 877

AutoCAD SHX Text
2.

AutoCAD SHX Text
THE DOMESTIC WATER PIPES OUTSIDE THE BUILDING SHALL BE SCHEDULE 40 PVC.

AutoCAD SHX Text
1.

AutoCAD SHX Text
MAY BE USED, UNLESS PROHIBITED BY CITY CODES. 

AutoCAD SHX Text
SANITARY SEWER PIPES AND VENTS SHALL BE SCHEDULE 40 PVC CONFORMING TO 

AutoCAD SHX Text
ASTM D2665. ASTM F891; ASTM F1488'

AutoCAD SHX Text
PROVIDE PROPER HANGERS AND SUPPORTS FOR ALL PIPING.

AutoCAD SHX Text
PROVIDE ISOLATION VALVES AT EACH PIECE OF EQUIPMENT AND FIXTURES.
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7.
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6.

AutoCAD SHX Text
PROVIDE FOR EXPANSION IN ALL PIPING.
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5.

AutoCAD SHX Text
3.

AutoCAD SHX Text
SANITARY SEWER PIPES 2-1/2" AND SMALLER SHALL BE INSTALLED WITH A 

AutoCAD SHX Text
MINIMUM OF 1/4" PER FOOT.  3" TO 6" PIPES SHALL BE SLOPED AT 1/8" PER
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HAND SINK
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