
How To change Fahrenheit To Celsius on OMRON Controls




there are only 2 settings you should ever 
change on the OMRONS: 
1. Either running roaster in Fahrenheit or 

Celsius 
2. Change the maximum temp. Setting 

1. Press the circle key (Level Key) on far 
left side of OMRON and hold it until 
menus settings appear (3 seconds)

2.  The first menu setting will appear. Next press the 2nd key from 
left ONCE which is the Mode Key. (First parameter setting is:In-t 
setting= Import type) 
For a BC Roaster this should be set to 6 for Type K thermocouple 
we use

3. Once Menu mode is in the one above (d-U) you will see at bottom right either an F or C. (F=Fahrenheit, 
C=Celsius)  

Using the up or down arrow on right side to change to/from C to F or F to C 

4. After choosing either Fahrenheit or celsius PRESS the CIRCLE KEY ON FAR LEFT to return to 
normal setup. 

5. Then you will need to set the maximum Temperature setting for the temperature roaster can go to: In 
Fahrenheit we recommend the BT probe be set to 480F or 248C. And on the ET control 480-500F or 260C


