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ICC’s	code	development	cycle	
2018	I-codes	

•  2015	Group	A	(IBC-FS,	IBC-G,	IEBC,	IPC,	IMC):	
– Memphis,	TN	--	April	2015	
– Long	Beach,	CA	--	September	2015	
– Online	vote	

•  2016	Group	B	(IECC,	IBC-S,	IRC,	IFC):	
– Louisville,	KY	--	April	2016	
– Kansas	City,	MO	--	October	2016	
– Online	vote	

•  PublicaFon	esFmated	late-Spring	2017	
•  AdopFons	effecFve	beginning	in	2018	
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IECC	2018	(tenta=ve)	
Roofing-related	changes:	
–  Some	editorial/format	changes	
–  No	changes	in	R-values	requirements	
–  No	changes	in	roof	reflecFvity	requirements	
–  No	changes	in	air	barrier	requirements	

ASHRAE	90.1-13	to	ASHRAE	90.1-16:	
–  Single-ply	membrane	roof	systems	will	be	a	

deemed-to-comply	air	retarder	
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ASCE	7-16	adop=on	into	IBC	2018	

ASCE	7-16	(public	review	draO)	

•  Revised	basic	wind	speed	map	
•  Changes	(and	new)	pressure	coefficients	
•  Revised	perimeter	and	corner	zones	

Expect	higher	field,	perimeter	and	corner	
upli<	pressures	
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ASCE	7-10	basic	wind	speed	map	
Fig.	1607A--Vult	for	Risk	Category	II	Buildings	

	

ASCE	7-16	(draO)	basic	wind	speed	map	
Risk	Category	II	Buildings	
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GCp	pressure	coefficients	
h	≤	60	f.,	gable	roofs	≤	7	degrees	

Zone	 ASCE	7-10	 ASCE	7-16	(draO)	

1	(field)	 -1.0	 -1.7	

1’	 --	 -0.9	

2	(perimeter)	 -1.8	 -2.3	

3	(corners)	 -2.8	 -3.2	

Zones	
h	≤	60	f.,	gable	roofs	≤	7	degrees	

ASCE	7-10	 ASCE	7-16	(draO)	
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Proper	wind	design	(which	is	o<en@mes	
avoided)	is	geCng	even	more	complicated.		

Polyisocyanurate	insula=on	
Knit	line,	thickness	and	dimensional	stability	concerns	
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Knit	lines	

Knit	lines	--	con=nued	
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Thickness	and	knit	lines	

As	delivered	by	manufacturer.	

Knit	lines	--	con=nued	

Afer	condiFoning:	158	±	4	F	and	97	±	3%	RH	for	7	days		
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Knit	lines	--	con=nued	

Knit	line	and	V-groove	close-up	(afer	condiFoning)	

NRCA’s	interim	recommenda=ons	
Polyiso.	knit	line,	thickness	and	dimensional	stability	concerns	

•  Measure	polyiso.	thickness	upon	delivery	
•  Look	for	knit	lines	and	board	unevenness	
•  Contact	manufacturer	and	NRCA	if	you	see	
any	issues	
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Professional	Roofing,	
September	2016	
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Manufacturers’	installa=on	instruc=ons	

		

Interna=onal	Building	Code,	2015	Edi=on	
SecFon	1506-Materials			
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Professional	Roofing,	
October	2016	

NRCA	Manufacturers	Spec	Review	Task	Force	
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NRCA’s	interim	recommenda=ons	
Manufacturers	installaFon	instrucFons	

•  Access	and	file	manufacturers’	applicaFon	
instrucFons	

•  Review	instrucFons	
•  Exclude	not	applicable	informaFon	
•  Should	be	the	basis	for	QA/QC	
•  Contact	NRCA	with	any	quesFons	
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The	NRCA	Roofing	Manual	-	2017	
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Ques=ons…	and	other	topics	
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Mark	S.	Graham	
Vice	President,	Technical	Services	
NaFonal	Roofing	Contractors	AssociaFon	
10255	West	Higgins	Road,	600	
Rosemont,	Illinois		60018-5607	
	
(847)	299-9070	
mgraham@nrca.net	
www.nrca.net	
	
Twiner: 	@MarkGrahamNRCA	
Personal	website:			www.MarkGrahamNRCA.com	
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