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Some background
• The I‐Codes are “model codes” developed by the 
International Code Council (ICC)

• Model codes serve as the technical basis for state or 
local code adoption

• The code provides the minimum legal requirements 
for building construction…and operation

• The code is enforced by the “authority having 
jurisdiction” (AHJ)

• The code can also provide a basis for construction 
claims‐related litigation

2
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Status of states’ adoptions
IBC adopted statewide

Status of states’ adoptions
IBC adopted locally 
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Code enforcement

• Code official

• Construction litigation
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Legal considerations

“In most states, a building code violation is 
considered to be evidence of negligence.  In some 

situations, a building code violation may be 
considered negligence per se…”
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‐‐Stephen M. Phillips
Hendrick, Phillips, Salzman & Flatt
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Who is responsible?

• The building owner

• And, everyone else involved

7

AIA General Conditions
AIA A201 – General Conditions of The Contract for Construction

Article 3  Contractor

3.2.3 The Contractor is not required to ascertain that the 
Contract Documents are in accordance with applicable laws, 
statues, ordinances, codes, rules and regulations, or lawful 
orders of public authorities, but the Contractor shall promptly 
report to the Architect any nonconformity discovered by and 
made known to the Contractor as a request for information in 
such a form as the Architect may require.

8
* *
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AIA General Conditions
AIA A201 – General Conditions of The Contract for Construction

3.2.4 …If the Contractor fails to perform the obligations of 
Sections 3.2.2 or 3.2.3, the Contractor shall pay the costs and 
damages to the Owner as would have been avoided if the 
Contractor had performed such obligations. If the Contractor 
performs those obligations, the Contractor shall not be liable to 
the Owner or Architect for damages …for nonconformities of the 
Contract Documents to… codes…

9
* *

So, it pays to know...
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or, it can cost you if you don’t know.
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ICC code publication schedule

• 2000 I‐codes

• 2003 I‐codes

• 2006 I‐codes

• 2009 I‐codes

• 2012 I‐codes:
– Published in Spring 2011

• 2015 I‐codes:
– All except IgCC published in June 2014

– IgCC will be published in Spring 2015

11

International ______ Code (I‐codes)

• Building (IBC)

• Residential (IRC)

• Fire (IFC)

• Energy Conservation (IECC)

• Plumbing (IPC)

• Private Sewage Disposal

• Mechanical (IMC)

• Fuel Gas 

• Wildland‐Urban Interface

• Existing Building (IEBC)

• Property Maintenance (IPMC)

• Zoning (IZC)

• Pool and Spa

• Green Construction (IgCC)

12
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International Building Code,
2012 Edition (IBC 2012)

13

International Building Code, 2012 Edition

101.2 Scope. The provisions of this code shall apply to the 
construction, alteration, relocation, enlargement, replacement, 
repair, equipment, use and occupancy, location, maintenance, 
removal and demolition of every building or structure or any 
appurtenances connected or attached to such buildings or 
structures.

Exception: Detached one‐ and two‐family dwellings and multiple 
single‐family dwellings (townhouses) not more than three stories
above grade plane in height with a separate means of egress and 
their accessory structures shall comply with the International 
Residential Code.

14
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International Building Code, 2012 Edition
Specific roofing‐related requirements

• Ch. 12‐Interior Environment (attic ventilation)

• Ch. 13‐Energy Efficiency (thermal insulation)

• Ch. 15‐Roof Assemblies and Rooftop Structures

• Ch. 16‐Structural Design (design loads)

• Ch. 22‐Steel (structural metal panel roofing)

• Ch. 24‐Glass and Glazing (skylights)

• Ch. 35‐Referenced Standards

15

Ch. 15‐Roof Assemblies and Rooftop Structures
International Building Code, 2012 Edition

SECTION 1501

GENERAL

1501.1 Scope. The provisions of this chapter shall govern the design, 
materials, construction and quality of roof assemblies and rooftop 
structures.

16
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Ch. 15‐Roof Assemblies and Rooftop Structures
International Building Code, 2012 Edition

• Sec. 1501‐Scope

• Sec. 1502‐Defintions

• Sec. 1503‐Weather Protection

• Sec. 1504‐Performance Requirements (wind)

• Sec. 1505‐Fire Classification

• Sec. 1506‐Materials

• Sec. 1507‐Requirements for Roof Coverings

• Sec. 1508‐Roof Insulation

• Sec. 1509‐Rooftop Structures

• Sec. 1510‐Reroofing

17

Sec. 1510‐Reroofing
International Building Code, 2012 Edition

1510.1 General. Materials and methods of application used for 
recovering or replacing an existing roof covering shall comply 
with the requirements of Chapter 15.

Exception:  Reroofing shall not be required to meet the 
minimum design slope requirement of one‐quarter unit 
vertical in 12 units horizontal (2‐percent slope) in Section 
1507 for roofs that provide positive roof drainage.

18
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Sec. 1503‐Weather Protection
International Building Code, 2012 Edition

[P] 1503.4 Roof drainage. Design and installation of roof drainage 
systems shall comply with Section 1503 of this code and Sections 
1106 and 1108, as applicable, of and the International Plumbing 
Code.

[P] 1503.4.1 Secondary (emergency overflow) drains or
scuppers. Where roof drains are required, secondary (emergency 
overflow) roof drains or scuppers shall be provided where the 
roof perimeter construction extends above the roof in such a 
manner that water will be entrapped if the primary drains allow 
buildup for any reason. The installation and sizing of secondary 
emergency overflow drains, leaders and conductors shall comply 
with Sections 1106 and 1108, as applicable, of the International 
Plumbing Code.

19

Sec. 1503‐Weather Protection
International Building Code, 2012 Edition

1503.6 Crickets and saddles. A cricket or saddle shall be installed on 
the ridge side of any chimney or penetration greater than 30 inches 
(762 mm) wide as measured perpendicular to the slope. Cricket or 
saddle coverings shall be sheet metal or of the same material as the 
roof covering.

Exception: Unit skylights installed in accordance with Section 
2405.5 and flashed in accordance with the manufacturer’s 
instructions shall be permitted to be installed without a cricket or 
saddle.

AAMA/WDMA/CSA 101/I.S./A440

20



Building, residential, plumbing and fire code requirements September 22, 2014

GAF: Roofing‐related code requirements 11

Sec. 1504‐Performance Requirements
International Building Code, 2012 Edition

1504.3 Wind resistance of nonballasted roofs. Roof coverings 
installed on roofs in accordance with Section 1507 that are 
mechanically attached or adhered to the roof deck shall be 
designed to resist the design wind load pressures for 
components and cladding in accordance with Section 1609.

1504.3.1 Other roof systems. Roof systems with built‐up, 
modified bitumen, fully adhered or mechanically attached 
single‐ply through fastened metal panel roof systems, and 
other types of membrane roof coverings shall also be tested 
in accordance with FM 4474, UL 580 or UL 1897.

21

Sec. 1504‐Performance Requirements
International Building Code, 2012 Edition

1504.3.2 Metal panel roof systems. Metal panel roof systems 
through fastened or standing seam shall be tested in 
accordance with UL 580 or ASTM E 1592.

Exception: Metal roofs constructed of cold‐formed steel, 
where the roof deck acts as the roof covering and provides 
both weather protection and support for structural loads, 
shall be permitted to be designed and tested in accordance 
with the applicable referenced structural design standard in 
Section 2210.1.

22
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Sec. 1504‐Performance Requirements
International Building Code, 2012 Edition

1504.4 Ballasted low‐slope roof systems. Ballasted lowslope
(roof slope < 2:12) single‐ply roof system coverings installed in 
accordance with Sections 1507.12 and 1507.13 shall be designed 
in accordance with Section 1504.8 and ANSI/SPRI RP‐4.

23

Sec. 1504‐Performance Requirements
International Building Code, 2012 Edition

1504.5 Edge securement for low‐slope roofs. Low‐slope built‐
up, modified bitumen and single‐ply roof system metal edge 
securement, except gutters, shall be designed and installed for 
wind loads in accordance with Chapter 16 and tested for 
resistance in accordance with Test Methods RE‐1, RE‐2 and RE‐3 
of ANSI/SPRI ES‐1, except Vult wind speed shall be determined 
from Figure 1609A, 1609B, or 1609C as applicable.

24
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Fig. 1607A‐‐Vult for Risk Category II Buildings

25

Fig. 1607B‐‐Vult for Risk Category III and IV  Buildings

26
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Fig. 1607C‐‐Vult for Risk Category I Buildings

27

TABLE 1609.3.1

WIND SPEED CONVERSIONS a, b, c

28

Vult 100 110 120 130 140 150 160 170 180 190 200

Vasd 78 85 93 101 108 116 124 132 139 147 155

For SI: 1 mile per hour = 0.44 m/s.
a. Linear interpolation is permitted.
b. Vasd = nominal design wind speed applicable to methods specified in Exceptions 1 

through 5 of Section 1609.1.1.
c. Vult = ultimate design wind speeds determined from Figures 1609A, 1609B, or 1609C.
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Sec. 1504‐Performance Requirements
International Building Code, 2012 Edition

1504.8 Aggregate. Aggregate used as surfacing for roof coverings 
and aggregate, gravel or stone used as ballast shall not be used 
on the roof of a building located in a hurricane‐prone region as 
defined in Section 202, or on any other building with a mean 
roof height exceeding that permitted by Table 1504.8 based on 
the exposure category and basic wind speed at the site.

29

30



Building, residential, plumbing and fire code requirements September 22, 2014

GAF: Roofing‐related code requirements 16

Sec. 1505‐Fire Classification
International Building Code, 2012 Edition

1505.1 General. Roof assemblies shall be divided into the classes 
defined below. Class A, B and C roof assemblies and roof 
coverings required to be listed by this section shall be tested in 
accordance with ASTM E 108 or UL 790. In addition, fire‐
retardant‐treated wood roof coverings shall be tested in 
accordance with ASTM D 2898. The minimum roof coverings 
installed on buildings shall comply with Table 1505.1 based on 
the type of construction of the building.

Exception: Skylights and sloped glazing that comply with 
Chapter 24 or Section 2610.

31

Sec. 1505‐Fire Classification
International Building Code, 2012 Edition

32
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Sec. 1505‐Fire Classification
International Building Code, 2012 Edition

1505.2 Class A roof assemblies. Class A roof assemblies are 
those that are effective against severe fire test exposure. Class A 
roof assemblies and roof coverings shall be listed and identified 
as Class A by an approved testing agency. Class A roof assemblies 
shall be permitted for use in buildings or structures of all types 
of construction.

Exceptions:
1. Class A roof assemblies include those with coverings of 

brick, masonry or an exposed concrete roof deck.
2. Class A roof assemblies also include ferrous or copper 

shingles or sheets, metal sheets and shingles, clay or 
concrete roof tile or slate installed on noncombustible 
decks or ferrous, copper or metal sheets installed without 
a roof deck on noncombustible framing.

3. Class A roof assemblies include 16 oz/sq. ft. (0.0416 
kg.m2) copper sheets installed over combustible decks.

33

Sec. 1505‐Fire Classification
International Building Code, 2012 Edition

1505.8 Photovoltaic systems. Rooftop installed photovoltaic 
systems that are adhered or attached to the roof covering or 
photovoltaic modules/shingles installed as roof coverings shall 
be labeled to identify their fire classification in accordance with 
the testing required in Section 1505.1.

34
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Sec. 1506‐Materials
International Building Code, 2012 Edition

1506.1 Scope. The requirements set forth in this section shall 
apply to the application of roof‐covering materials specified 
herein. Roof coverings shall be applied in accordance with this 
chapter and the manufacturer’s installation instructions. 
Installation of roof coverings shall comply with the applicable 
provisions of Section 1507.

35

Sec. 1507‐Requirements for Roof Coverings
International Building Code, 2012 Edition

Sec. 1507.2‐Asphalt shingles
Sec. 1507.3‐Clay and concrete tile
Sec. 1507.4‐Metal roof panels
Sec. 1507.5‐Metal roof shingles
Sec. 1507.6‐Mineral‐surfaced roll roofing
Sec. 1507.7‐Slate shingles
Sec. 1507.8‐Wood shingles
Sec. 1507.9‐Wood shakes
[continued…]

36
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Sec. 1507‐Requirements for Roof Coverings
International Building Code, 2012 Edition

Sec. 1507.10‐Built‐up roofs

Sec. 1507.11‐Modified bitumen roofing

Sec. 1507.12‐Thermoset single‐ply roofing

Sec. 1507.13‐Thermoplastic single‐ply roofing

Sec. 1507.14‐Spray polyurethane foam roofing

Sec. 1507.15‐Liquid‐applied roofing

Sec. 1507.16‐Roof gardens and landscaped roofs

Sec. 1507.17‐Photovoltaic modules/shingles

37

Sec. 1507‐Requirements for Roof Coverings
IBC 2012, Section 1507.2‐Asphalt Shingles

1507.2.7 Attachment. Asphalt shingles shall have the minimum 
number of fasteners required by the manufacturer, but not less 
than four fasteners per strip shingle or two fasteners per 
individual shingle. Where the roof slope exceeds 21 units 
vertical in 12 units horizontal (21:12), shingles shall be installed 
as required by the manufacturer.

38
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Sec. 1507‐Requirements for Roof Coverings
IBC 2012, Section 1507.2‐Asphalt Shingles

1507.2.7.1 Wind resistance. Asphalt shingles shall be tested 
in accordance with ASTM D 7158. Asphalt shingles shall 
meet the classification requirements of Table 1507.2.7.1(1) 
for the appropriate maximum basic wind speed. Asphalt 
shingle packaging shall bear a label to indicate compliance 
with ASTM D 7158 and the required classification in Table 
1507.2.7.1(1). 

Exception: Asphalt shingles not included in the scope of 
ASTM D 7158 shall be tested and labeled to indicate 
compliance with ASTM D 3161 and the required 
classification in Table 1507.2.7.1(2).

39

TABLE 1507.2.7.1(1)
CLASSIFICATION OF ASPHALT

ROOF SHINGLES PER ASTM D 7158a

NOMINAL DESIGN WIND SPEED,
Vasd

b, (mph)
CLASSIFICATION REQUIREMENT

85 D, G or H

90 D, G or H

100 G or H

110 G or H

120 G or H

130 H

140 H

150 H

For SI: 1 foot = 304.8 mm; 1 mph = 0.447 m/s.
a. The standard calculations contained in ASTM D 7158 assume exposure category B or 

C and building height of 60 feet or less. Additional calculations are required for
conditions outside of these assumptions.

b. Vasd shall be determined in accordance with Section 1609.3.1.40
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TABLE 1507.2.7.1(2)
CLASSIFICATION OF ASPHALT

ROOF SHINGLES PER ASTM D 3161

NOMINAL DESIGN WIND SPEED,
Vasd

a, (mph)
CLASSIFICATION REQUIREMENT

85 A, D or F

90 A, D or F

100 A, D or F

110 F

120 F

130 F

140 F

150 F

For SI: 1 foot = 304.8 mm; 1 mph = 0.447 m/s.
a.  Vasd shall be determined in accordance with Section 1609.3.1.

41

Sec. 1507‐Requirements for Roof Coverings
International Building Code, 2012 Edition

1507.2.8.1 High wind attachment. Underlayment applied in areas 
subject to high winds [Vasd greater than 110 mph (49 m/s) as 
determined in accordance with Section 1609.3.1] shall be applied 
with corrosion‐resistant fasteners in accordance with the 
manufacturer's instructions. Fasteners are to be applied along the 
overlap at a maximum spacing of 36 inches (914 mm) on center…

[Continued…]

42

Vasd is taken from Table 1609.3.1 using Vult
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Underlayment installed where Vasd, in accordance with Section 
1609.3.1, equals or exceeds 120 mph (54 m/s) shall comply with 
ASTM D 226 Type II, ASTM D 4869 Type IV, or ASTM D 6757. The 
underlayment shall be attached in a grid pattern of 12 inches 
(305 mm) between side laps with a 6‐inch (152 mm) spacing at 
the side laps. Underlayment shall be applied in accordance with 
Section 1507.2.8 except all laps shall be a minimum of 4 inches 
(102 mm). Underlayment shall be attached using metal or plastic 
cap nails with a head diameter of not less than 1 inch (25 mm) 
with a thickness of at least 32‐gauge [0.0134 inch (0.34 mm)] 
sheet  metal. The cap nail shank shall be a minimum of 12 gauge 
[0.105 inch (2.67 mm)] with a length to penetrate through the 
roof sheathing or a minimum of 3/4 inch (19.1 mm) into the roof 
sheathing.

Exception: As an alternative, adhered underlayment 
complying with ASTM D 1970 shall be permitted.

43

SPF roof systems
IBC 2012, Section 1507.14.3‐‐Application

1507.14.3 Application. Foamed‐in‐place roof insulation shall be 
installed in accordance with the manufacturer's instructions. A 
liquid‐applied protective coating that complies with Table 
1507.14.3 shall be applied no less than 2 hours nor more than 72 
hours following the application of the foam.

TABLE 1507.14.3

PROTECTIVE COATING MATERIAL STANDARDS

44

MATERIAL STANDARD

Acrylic coating ASTM D 6083

Silicone coating ASTM D 6694

Moisture‐cured polyurethane coating ASTM D 6947
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Liquid‐applied Roofing
IBC 2012, Section 1507.15‐‐Liquid‐applied Roofing

1507.15 Liquid‐applied roofing. The installation of liquid‐applied 
roofing shall comply with the provisions of this section.

1507.15.1 Slope. Liquid‐applied roofing shall have a design 
slope of a minimum of one‐fourth unit vertical in 12 units 
horizontal (2‐percent slope).

1507.15.2 Material standards. Liquid‐applied roofing shall 
comply with ASTM C 836, ASTM C 957, ASTM D 1227 or ASTM 
D 3468, ASTM D 6083, ASTM D 6694 or ASTM D 6947.
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Vegetative Roofs
IBC 2012, Section 1507.16‐‐Roof Gardens and Landscaped Roofs

1507.16 Roof gardens and landscaped roofs. Roof gardens and 
landscaped roofs shall comply with the requirements of this 
chapter and Sections 1607.12.3 and 1607.12.3.1 and the 
International Fire Code.

1507.16.1 Structural fire resistance. The structural frame and 
roof construction supporting the load imposed upon the roof 
by the roof gardens or landscaped roofs shall comply with the 
requirements of Table 601.
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Rooftop Photovoltaic
IBC 2012, Section 1509—Rooftop Structures

1509.7 Photovoltaic systems. Rooftop mounted photovoltaic systems shall 
be designed in accordance with this section.

1509.7.1 Wind resistance. Rooftop mounted photovoltaic systems shall 
be designed for wind loads for component and cladding in accordance 
with Chapter 16 using an effective wind area based on the dimensions 
of a single unit frame.

1509.7.2 Fire classification. Rooftop mounted photovoltaic systems 
shall have the same fire classification as the roof assembly required by 
Section 1505.

1509.7.3 Installation. Rooftop mounted photovoltaic systems shall be 
installed in accordance with the manufacturer’s installation instructions.

1509.7.4 Photovoltaic panels and modules. Photovoltaic panels and 
modules mounted on top of a roof shall be listed and labeled in 
accordance with UL 1703 and shall be installed in accordance with the 
manufacturer’s installation instructions.
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Sec. 1510‐Reroofing
International Building Code, 2012 Edition

1510.1 General. Materials and methods of application used for 
recovering or replacing an existing roof covering shall comply 
with the requirements of Chapter 15.

Exception:  Reroofing shall not be required to meet the 
minimum design slope requirement of one‐quarter unit 
vertical in 12 units horizontal (2‐percent slope) in Section 
1507 for roofs that provide positive roof drainage.
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Sec. 1510‐Reroofing
International Building Code, 2012 Edition

1510.3 Recovering versus replacement. New roof coverings shall 
not be installed without first removing all existing layers of roof 
coverings down to the roof deck where any of the following 
conditions occur:

1. Where the existing roof or roof covering is water soaked 
or has deteriorated to the point that the existing roof or 
roof covering is not adequate as a base for additional 
roofing.

2. Where the existing roof covering is wood shake, slate, 
clay, cement or asbestos‐cement tile.

3. Where the existing roof has two or more applications of 
any type of roof covering.

Exceptions:…
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International Residential Code,
2012 Edition (IRC 2012)
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International Residential Code, 2012 Edition

• Chapter 9‐Roof Assemblies

• Similar to IBC 2009, Chapter 15

• Fire classification not required unless:
– Roof edge less than 3 feet from lot line

– Local ordinance

• More prescriptive‐based language
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International Plumbing Code,
2012 Edition (IPC 2012)
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International Plumbing Code, 2012 Edition

Roof drain, drain piping, scupper, gutter and 
downspout sizing is dictated by the 

International Plumbing Code.

IPC Chapter 11‐Storm Drainage
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International Fire Code,
2012 Edition (IFC 2012)
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International Fire Code, 2012 Edition

Fire safety during roofing operations and rooftop PV and 
vegetative roof systems are dictated by the 

International Fire Code.

IFC Sec. 303‐Kettles (e.g., ≥ 20 ft.)
IFC Sec. 3317‐Safegauarding Roofing Operations
IFC Sec. 605.11‐Solar Photovoltaic Power Systems

IFC Sec. 317‐Rooftop Gardens and Landscaped Roofs
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In summary

• Be knowledgeable of applicable codes

• Watch for state/local modifications

• Comply with the applicable codes

• Building/Residential Code

• Plumbing Code

• Fire Code
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Building Codes Manual (2012 Codes)
• Based on 2012 I‐codes:

• IBC 2012

• IRC 2012

• IECC 2012

• IPC 2012

• IFC 2012

• Includes roofing‐related code 
text and NRCA commentary 
on each section

• Co‐branded with ICC; NRCA 
promotes to industry and ICC 
promotes to code officials

• Available in March 2013
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