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DOOR NOTES:
1) DOORS ARE OLDCASTLE B.E. MEDIUM STILE WITH 10" BOTTOM RAILS.
    (8" MID RAILS @ EXTERIOR DOORS ONLY)

2) EXTERIOR DOORS TO ACCEPT 1" GLASS.
    INTERIOR DOORS TO ACCEPT 1/4" GLASS.

PRSO 6'-0" X 8'-0" ALUM. CW5 RELIANCE

LHR-HLSO 3'-0" X 8'-0" ALUM. CW6 RELIANCE

RH-RHSI 3'-0" X 8'-0" ALUM. N1 FG-2000

RH-RHSI 3'-0" X 8'-0" ALUM. N1 FG-2000

RH-RHSI 3'-0" X 8'-0" ALUM. N1 FG-2000

LH-LHSI 3'-0" X 8'-0" ALUM. N1 OPP FG-2000

PRSO 6'-0" X 8'-0" ALUM. SF3 FG-3000

PRSO 6'-0" X 8'-0" ALUM. SF4 FG-3000

LHR-HLSO 3'-0" X 8'-0" ALUM. SF5 FG-3000
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LHR-HLSO 3'-0" X 8'-0" ALUM. SF5 FG-3000

RHR-HRSO 3'-0" X 8'-0" ALUM. SF5 OPP FG-3000

RHR-HRSO 3'-0" X 8'-0" ALUM. SF5 OPP FG-3000
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MEETING ROOM
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MEETING ROOM
108

MEETING ROOM
110

MEETING ROOM
110

MEETING ROOM
112

MEETING ROOM
112

STAIR 125

EXERCISE 130

EXERCISE 130

CLASSROOM 131

ACTIVITY AREA
132

CLASSROOM 133

CORRIDOR 140

VESTIBULE 300

DOOR HARDWARE NOTES:
1) ALL HARDWARE IS SUPPLIED BY OTHERS. GLASS TECH WILL PREP AND INSTALL THE HARDWARE
PER THE APPROVED HARDWARE SCHEDULE. AN APPROVED HARDWARE SCHEDULE MUST BE SUPPLIED.
ANY DELAY IN RECEIVING AN APPROVED HARDWARE SCHEDULE WILL RESULT IN A DIRECT DELAY OF
THE DOOR FABRICATION.

2) ALL HARDWARE MUST BE SUPPLIED TO GLASS TECH.  PLEASE MARK EACH BOX CLEARLY WITH DOOR NUMBERS.
ANY DELAY IN RECEIVING THE HARDWARE WILL RESULT IN A DIRECT DELAY IN DOOR SHIPMENT.
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ATTACH TO SILL FLASHING W/
(2) FS-320 DRIVE PINS

CONT.
SEAL

FG-3144
GLASS
STOP

4 1/2"

F.
S.

  -
  M

.L. D.
L.O

.

R.
O.

2"
1/2

"

3/8
"

1" 1 3/8"

BRAKE METAL

TRANSITION BARRIER
(BY OTHERS)

VAPOR RETARDER
(BY OTHERS)

SF1A - SF1B - SF3 - SF4
SF5 - SF5OPP

FG-2188 PVC FILLER

FG-1133

FG-3495 HEAD

D.
L.O

.F.
S.

  -
  M

.L.

R.
O.

2"

3/8
"

4 1/2"
SF3 - SF5 - SF5OPP
W2 - W3 - W4 - W5

W6 - W7 - W8

FINISH CAULKING
(BY OTHERS)

3 1/8"

1 5/16"

5/8"

AIR BARRIER
(BY OTHERS)

THRU-WALL FLASHING
(BY OTHERS)

BRAKE METAL

FG-3198 SILL
WEEP

FG-1133

CONT. SEAL
FG-3413 SILL FLASHING

FG-3220 SETTING BLOCK

FG-3000-FP-78 END DAM
ATTACH TO SILL FLASHING W/
(2) FS-320 DRIVE PINS

CONT.
SEAL

FG-3144
GLASS
STOP

4 1/2"

F.
S.

  -
  M

.L. D.
L.O

.

R.
O.

2"
1/2

"

3/8
"

3 1/8"

AIR BARRIER
(BY OTHERS)

W2 - W3 - W4 - W5

FG-2145

D-13
S-148

1 3
/4"

FG-2101

F.S.

R.O.

1 3/4"

1/4"

1/8"5"1/2"

D.O.

FG-2122 ALUM. FILLER
4" LONG @ ANCHORS, RUN FG-2188 VINYL

FILLER BETWEEN

4 1
/2"

WOOD BLOCKING
(BY OTHER)

FG-2145

D-13
S-148

1 3
/4"

FG-2101 FG-2101

1 3/4" D.L.O.

F.S.

R.O.

1 3/4"

1/4"

FG-2122 ALUM. FILLER
4" LONG @ ANCHORS, RUN FG-2188 VINYL

FILLER BETWEEN WOOD BLOCKING
(BY OTHER)

4 1
/2"

FG-2101

1 3/4"D.L.O.

DETAIL NOT USED

1/4-20 GRADE 5 SMS WITH A MINIMUM FULL PENETRATION + 1/2”
MINIMUM 3/8” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

1/4-20 GRADE 5 SMS WITH A MINIMUM FULL PENETRATION + 1/2”
MINIMUM 3/8” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

1/4-20 GRADE 5 SMS WITH A MINIMUM FULL PENETRATION + 1/2”
MINIMUM 3/8” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

1/4-20 GRADE 5 SMS WITH A MINIMUM FULL PENETRATION + 1/2”
MINIMUM 3/8” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

#12 WOOD SCREW WITH MINIMUM 1-1/2” PENETRATION
MINIMUM 3/4” EDGE DISTANCE

SPACED 3” AND 4” FROM EACH END AND SPACED 18” O.C. THEREAFTER

#12 WOOD SCREW WITH MINIMUM 1-1/2” PENETRATION
MINIMUM 3/4” EDGE DISTANCE

SPACED 3” AND 4” FROM EACH END AND SPACED 18” O.C. THEREAFTER
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FG-2188 PVC FILLER

FG-1133

D.
L.O

.F.
S.

  -
  M

.L.

R.
O.

2"

3/8
"

4 1/2"
SF3 - SF4 - SF5 - SF5OPP

FINISH CAULKING
(BY OTHERS)

3 1/8"

1 5/16"

5/8"

AIR BARRIER
(BY OTHERS)

THRU-WALL FLASHING
(BY OTHERS)

FG-3198 SILL

FG-2145

FG-3163

FG-3220 SETTING BLOCK

D-2

4 1/2"

D.
L.O

.
2"

1/8
"

D.
O.

4"
3/4

"

SF3 - SF4 - SF5 - SF5OPP

D-61

3/4
"

10
"

11
/16

"

R.
O.

  -
  F

.S
.  -

  M
.L.

  -
  D

.O
.

4 1/2"

1 3/4"

1 3/4"

S-81

S-81

TH-43 2" STOP THRESHOLD SET IN
BED OF SEALANT

D-71

D-62

S-81

S-81

8"
3/4

"
3/4

"

1 3/4"

4 1/2"

SF3 - SF4 - SF5 - SF5OPP

SF3 - SF4 - SF5 - SF5OPP
FG-3198 SILL

WEEP

FG-1133

CONT. SEAL
FG-3413 SILL FLASHING

FG-3220 SETTING BLOCK

FG-3000-FP-78 END DAM
ATTACH TO SILL FLASHING W/
(2) FS-320 DRIVE PINS

CONT.
SEAL

FG-3144
GLASS
STOP

4 1/2"

F.
S.

  -
  M

.L. D.
L.O

.

R.
O.

2"
1/2

"

3/8
"

3 1/16" 13/16"

BRAKE METAL

AIR BARRIER
(BY OTHERS)

W6 - W7 - W8

1/4-20 GRADE 5 SMS WITH A MINIMUM FULL PENETRATION + 1/2”
MINIMUM 3/8” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

#12 WOOD SCREW WITH MINIMUM 1-1/2” PENETRATION
MINIMUM 3/4” EDGE DISTANCE

SPACED 3” AND 4” FROM EACH END AND SPACED 18” O.C. THEREAFTER

1/4” COUNTERSUNK HILTI KWIK CON II WITH MINIMUM 1-3/4” EMBEDMENT
MINIMUM 1-1/2” EDGE DISTANCE

SPACED 3” FROM END AND 18” O.C. THEREAFTER
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FG-1133

FS-8 ASS'Y SCREW
FG-3495FG-3514 COMPOSITE FILLER

D.L.O. 2" D.L.O.

4 1
/2"

TYPICAL

FG-1133

FS-8 ASS'Y SCREW

FG-3495 JAMB

END DAM @ SILL
FLASHING

SET IN SEALANT

FG-2188 VINYL FILLER

D.L.O.

F.S.

R.O.

3/8"

2"

4 1
/2"

1 1
/4"

1 3
/16

"
SF1A

AIR BARRIER
(BY OTHERS)

THRU-WALL FLASHING
(BY OTHERS)

FG-2188 PVC FILLER

FG-1133

FG-3495 HEAD

D.
L.O

.F.
S.

  -
  M

.L.

R.
O.

2"

3/8
"

4 1/2"

W10 - W11 - W12

1 3/16"

3 3/4"

7 9/16"

FG-3198 SILL
WEEP

FG-1133

CONT. SEAL
FG-3413 SILL FLASHING

FG-3220 SETTING BLOCK

FG-3000-FP-78 END DAM
ATTACH TO SILL FLASHING W/
(2) FS-320 DRIVE PINS

CONT.
SEAL

FG-3144
GLASS
STOP

4 1/2"

F.
S.

  -
  M

.L. D.
L.O

.

R.
O.

2"
1/2

"

3/8
"

2 1/4"

BRAKE METAL

W10 - W11 - W12

DAMPROOFING
(BY OTHERS)

DETAIL NOT USEDDETAIL NOT USED

DETAIL NOT USED DETAIL NOT USED

#12 WOOD SCREW WITH MINIMUM 1-1/2” PENETRATION
MINIMUM 3/4” EDGE DISTANCE

SPACED 3” AND 4” FROM EACH END AND SPACED 18” O.C. THEREAFTER

1/4” HILTI KWIK CON II WITH MINIMUM 1-3/4” EMBEDMENT
MINIMUM 1-1/2” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER
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SF1A SF1B

FG-1133

FS-8 ASS'Y SCREW

FG-3495 JAMB

END DAM @ SILL
FLASHING

SET IN SEALANT

FG-2188 VINYL FILLER

D.L.O.

F.S.

R.O.

3/8"

2"

4 1
/2"

SF3 - SF4 - SF5 - W2 - W3
W4 - W5 - W6 - W7

W8

3 1
/8"

1"

1 7
/8"

SF3 - SF5

F.S.

R.O.

2"

3/8"

FG-3156

FG-2145

D-13

1/8" 5"

D.O.

1 3
/4"

FG-2122 ALUM. FILLER
4" LONG @ ANCHORS, RUN FG-2188 VINYL
FILLER BETWEEN

3/4"

S-81

4 1
/2"

3 1
/8"

1"

1 7
/8"

FINISH CAULKING
(BY OTHERS)

FINISH CAULKING
(BY OTHERS)

FG-1133

FS-8 ASS'Y SCREW

FG-3495 JAMB

END DAM @ SILL
FLASHING
SET IN SEALANT

FG-2188 VINYL FILLER

D.L.O.

F.S.

R.O.

3/8"

2"

4 1
/2"

SF4 - SF5OPP - W2 - W3
W4 - W5 - W6 - W7

W8

3 1
/8"

1"

1 7
/8"

FINISH CAULKING
(BY OTHERS)

SF4 - SF5OPP

F.S.

R.O.

2"

3/8"

FG-3156

FG-2145

D-13

1/8"5"

D.O.

1 3
/4"

FG-2122 ALUM. FILLER
4" LONG @ ANCHORS, RUN FG-2188 VINYL

FILLER BETWEEN

3/4"

S-81

4 1
/2"

3 1
/8"

1"

1 7
/8"

FINISH CAULKING
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

FG-1133

FS-8 ASS'Y SCREW

FG-3495 JAMB

END DAM @ SILL
FLASHING
SET IN SEALANT

FG-2188 VINYL FILLER

D.L.O.

F.S.

R.O.

3/8"

2"

4 1
/2"

BRAKE METAL

BRAKE METAL
TO MATCH STOREFRONT

AUTO DOOR
(BY OTHERS)

FG-1133

FS-8 ASS'Y SCREW

FG-3495 JAMB

END DAM @ SILL
FLASHING

SET IN SEALANT

FG-2188 VINYL FILLER

D.L.O.

F.S.

R.O.

3/8"

2"
4 1

/2"

BRAKE METAL

BRAKE METAL
TO MATCH STOREFRONT

AUTO DOOR
(BY OTHERS)

WOOD BLOCKING
(BY OTHER)

WOOD BLOCKING
(BY OTHER)

WOOD BLOCKING
(BY OTHER)

WOOD BLOCKING
(BY OTHER)

FG-1133

FS-8 ASS'Y SCREW

FG-3495 JAMB

END DAM @ SILL
FLASHING
SET IN SEALANT

FG-2188 VINYL FILLER

D.L.O.

F.S.

R.O.

3/8"

2"

4 1
/2"

BRAKE METAL TO
MATCH STOREFRONT

WOOD BLOCKING
(BY OTHER)

WOOD BLOCKING
(BY OTHER)

BRAKE METAL
TO MATCH

STOREFRONT

AUTO DOOR
(BY OTHERS)

SF1B

#12 WOOD SCREW WITH MINIMUM 1-1/2” PENETRATION
MINIMUM 3/4” EDGE DISTANCE

SPACED 3” AND 4” FROM EACH END AND SPACED 18” O.C. THEREAFTER
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SF3 - SF5

F.S.

R.O.

2"

3/8"

FG-3156

FG-2122 ALUM. FILLER
4" LONG @ ANCHORS, RUN FG-2188 VINYL
FILLER BETWEEN

4 1
/2"

3 1
/8"

1"

1 7
/8"

FINISH CAULKING
(BY OTHERS)

FG-3158

FG-3157

3/4" D.L.O.

FG-3158

FG-3157

FG-3156

FG-3102
FILLER

4 1
/2"

D.L.O.2"3/4"D.L.O.

SF3 - SF5SF3 - SF5

2"

FG-3156

FG-2145

D-13

1/8"5"

D.O.

1 3
/4"

3/4"

S-81

FG-3102
FILLER

D.L.O.

D-70D-25

S-81

3/4" 3/4"5"1/8"5"

S-81

CW5 - SF3 - SF4

FG-3158

FG-3157

FG-3156

FG-3102
FILLER

4 1
/2"

D.L.O. 2" 3/4" D.L.O.

SF4 - SF5OPP

4 1
/2"

SF4 - SF5OPP

2"

FG-3156

FG-2145

D-13

1/8" 5"

D.O.
1 3

/4"

3/4"

S-81

FG-3102
FILLER

D.L.O.

4 1
/2"

SF5OPP

F.S.

R.O.

2"

3/8"

FG-3156

FG-2122 ALUM. FILLER
4" LONG @ ANCHORS, RUN FG-2188 VINYL

FILLER BETWEEN

4 1
/2"

3 1
/8"

1"

1 7
/8"

FINISH CAULKING
(BY OTHERS)

FG-3158

FG-3157

3/4"D.L.O.

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

#12 WOOD SCREW WITH MINIMUM 1-1/2” PENETRATION
MINIMUM 3/4” EDGE DISTANCE

SPACED 3” AND 4” FROM EACH END AND SPACED 18” O.C. THEREAFTER
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MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION
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WW-503 JAMBS

WW-162 PRESSURE PLATES W/ GP-107
ISOLATORS
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHORS

WW-181-01 SHEAR
BLOCKS

WW-110 FACE
CAPS

FS-55
(2) PER ANCHOR

LOCATION

AN-1 ALUM. ANGLES
3/4" X 3/4" X 1/8"

ALUM. ANGLE

AN-1 ALUM. ANGLES
SHOP ATTACHED
AT HEAD & SILL
FOR PERIMETER
SEALANT

WW-338-01 MULLION CAPS

ATTACH W/ FS-320

1/8" FORMED ALUM.
CLOSURE

D.L.O.2 1/2"

F.S.

R.O.

1/2"

7 1
/4"

FIELD VERIFY

D.L.O.

2 1/2"

F.S.R.O.

1/2"

7 1/4"

CW1

WW-500 MULLION WW-102-01 "T" ANCHOR

WW-181-01 SHEAR
BLOCKS

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

7 1
/4"

D.L.O. 2 1/2" D.L.O.

CW1

FIELD VERIFY

WW-503 JAMB

WW-338-01 MULLION
CAP

ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

WW-110
FACE CAP

FS-55
(2)

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1 3/16"

CW1

WW-503 JAMB

WW-338-01 MULLION
CAP

ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

WW-110
FACE CAP

FS-55
(2)

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

CW1

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

CAULK JOINT SIZE INCREASED TO ALLOW
SPACE FOR SUNSHADE INSTALLATION.
SEE DETAIL 103/3.17 FOR FURTHER
CLARIFICATION.

WW-503 JAMB

WW-338-01 MULLION
CAP
ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

FS-55
(2)

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

WOOD BLOCKING
(BY OTHER)

WOOD BLOCKING
(BY OTHER)

BRAKE METAL

BRAKE METAL

AUTO DOOR
(BY OTHERS)

CW1

ALUMINUM BRAKE METAL CORNER TRIM
IF THE AIR BARRIER IS EXPOSED

ALUMINUM BRAKE METAL CORNER TRIM
IF THE AIR BARRIER IS EXPOSED
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WW-503 JAMBS

WW-162 PRESSURE PLATES W/ GP-107
ISOLATORS

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHORS

WW-181-01 SHEAR
BLOCKS

WW-110 FACE
CAPS

FS-55
(2) PER ANCHOR
LOCATION

AN-1 ALUM. ANGLES
3/4" X 3/4" X 1/8"

ALUM. ANGLE

AN-1 ALUM. ANGLES
SHOP ATTACHED

AT HEAD & SILL
FOR PERIMETER

SEALANT

WW-338-01 MULLION CAPS
ATTACH W/ FS-320

1/8" FORMED ALUM.
CLOSURE

D.L.O. 2 1/2"

F.S.

R.O.

1/2"

7 1
/4"

FIELD VERIFY

D.
L.O

.

2 1
/2"

F.S
.

R.
O.

1/2
"

7 1/4"

CW1A

WW-500 MULLION

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

7 1
/4"

D.L.O. 2 1/2" D.L.O.

CW1A - CW3

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS
ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.
SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR
SHEAR BLOCKS @ CORNERS.

WW-503 JAMB

WW-338-01 MULLION
CAP
ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

CW1A

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS
ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.
SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR
SHEAR BLOCKS @ CORNERS.

WW-102-01 "T" ANCHOR

WW-500 MULLION WW-102-01 "T" ANCHOR

WW-181-01 SHEAR
BLOCKS

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

7 1
/4"

D.L.O. 2 1/2" D.L.O.

TYPICAL

CW2 - CW4 - CW6
CW7 - CW10

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

WW-338-01 MULLION
CAP
ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

WW-110
FACE CAP

FS-55
(2)

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

3 1
/8"

CW2 - CW4 - CW6
CW10

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

WW-338-01 MULLION
CAP

ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

WW-110
FACE CAP

FS-55
(2)

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

3 1
/8"

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION
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CW3

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

WW-338-01 MULLION
CAP
ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"
3 1

/8"

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS
ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.
SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR
SHEAR BLOCKS @ CORNERS.

WW-102-01 "T" ANCHOR

CW3

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

WW-338-01 MULLION
CAP

ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

3 1
/8"

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS

ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.

SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR

SHEAR BLOCKS @ CORNERS.

WW-102-01 "T" ANCHOR

CW3 - CW6

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

F.S.

R.O.

2 1/2"

1/2"

3 1
/8"

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS
ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.
SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR
SHEAR BLOCKS @ CORNERS.

WW-102-01 "T" ANCHOR

WW-210

FG-2145

W
W

-3
15 D-13

1 3
/4"

S-81

1" 1/8" 5" 3/4"

D.O.

WW-220 FILLER

WW-240 MULLION

WW-180-01 SHEAR
BLOCKS

WW-102-05 "T"
ANCHOR

WW-323 MULLION CAP
ATTACH W/ FS-320

GP-105 GASKETS & STRUCT. SILICONE SEALANT

WW-312 ZONE BRIDGE

WW-169 MULLION
ADAPTOR W/ GP-107

ISOLATOR
FIELD ATTACH W/

FS-325 @ 9" O.C.

BACKER RODS & SEALANT

WW-116 FACE CAP

G.S.1/2"1 1/2"

3/4"

R.O.

F.S.

G.
S.

1/2
"

1 1
/2"

3/4
"

R.
O. F.

S.

7 1/4"

7 1
/4"

CW5 - CW7

WW-22
0 F

ILL
ER

WW-240 MULLION

WW-180-01 SHEAR
BLOCKS

WW-102-05 "T"
ANCHOR

WW-323 MULLION CAP
ATTACH W/ FS-320

GP-105 GASKETS & STRUCT. SILICONE SEALANT

WW-312 ZONE BRIDGE

WW-169 MULLION
ADAPTOR W/ GP-107
ISOLATOR
FIELD ATTACH W/
FS-325 @ 9" O.C.

BACKER RODS & SEALANT

WW-116 FACE CAP

G.S. 1/2" 1 1/2"

3/4"

R.O.

F.S.

G.
S.

1/2
"

1 1
/2"

3/4
"

R.
O.F.

S.

7 1/4"

7 1
/4"

CW5 - CW11

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

F-CLIP SECURED USING TWO #14 WOOD SCREWS
MINIMUM 3” PENETRATION

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR #14 WOOD SCREWS
MINIMUM 3” PENETRATION

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

F-CLIP SECURED USING TWO #14 WOOD SCREWS
MINIMUM 3” PENETRATION

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR #14 WOOD SCREWS
MINIMUM 3” PENETRATION

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

#12-24 GRADE 5 SMS WITH A
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/8” EDGE DISTANCE
SPACED 3” FROM END AND

 24” O.C. THEREAFTER
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WW-500 MULLION

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

2 1/2" D.L.O.

CW3 - CW5 - CW6

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS
ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.
SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR
SHEAR BLOCKS @ CORNERS. 7 1

/4"

WW-210

FG-2145

W
W

-3
15D-13

1 3
/4"

S-81

1"1/8"5"3/4"

D.O.

WW-500 MULLION

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

2 1/2"D.L.O.

CW5

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS

ATTACH TO HORIZONTALS W/ FS-9,
ATTACH TO VERTICALS W/ FS-115.

SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR

SHEAR BLOCKS @ CORNERS.7 1
/4"

WW-210

FG-2145

W
W

-3
15 D-13

1 3
/4"

S-81

1" 1/8" 5" 3/4"

D.O.

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

WW-338-01 MULLION
CAP
ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

WW-110
FACE CAP

FS-55
(2)

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

WW-503 JAMB

WW-338-01 MULLION
CAP

ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 "F" ANCHOR

WW-181-01 SHEAR
BLOCK

WW-110
FACE CAP

FS-55
(2)

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"CW5 CW5

CW11

WW-503 JAMB

WW-338-01 MULLION
CAP

ATTACH W/ FS-320

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.
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ATTACH TO VERTICALS W/ FS-9, ATTACH TO HORIZONTALS
W/ FS-115. SEAL PRIOR TO INSTALLING HORIZONTAL. SEE
TOP VIEWS FOR SHEAR BLOCKS @ CORNERS.

W
W

-1
10

7 1/4"

CW1 - CW1A

D.
L.O

.
2 1

/2"
D.

L.O
.

WELD BY GLASS TECH
STRUCTURAL STEEL
(BY OTHERS)

1 3/4"

5"

SLOTTED HOLE FOR
WIND LOAD ANCHOR

5" X F.V. X 4" X 1/4" ANGLE WIND LOAD CLIP
WITH THRU HOLES

FIELD VERIFY (F.V.)

CW5 - CW6 - CW7

WELD BY GLASS TECH
STRUCTURAL STEEL
(BY OTHERS)

1 3/4"

5"

SLOTTED HOLE FOR
WIND LOAD ANCHOR

5" X F.V. X 4" X 1/4" ANGLE WIND LOAD CLIP
WITH THRU HOLES

FIELD VERIFY (F.V.)

WW-501 HEAD

GP-103 GASKETS

W
W

-1
10

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"
WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

W
EEP

WW-181-01 SHEAR BLOCK @ JAMB &
MULLIONS
ATTACH TO VERTICALS W/ FS-9,
ATTACH TO HORIZONTALS W/ FS-115.
SEAL PRIOR TO INSTALLING
HORIZONTAL. SEE TOP VIEWS FOR
SHEAR BLOCKS @ CORNERS.

D.
L.O

.F.
S.

  -
  M

.L.

R.
O.

2 1
/2"

1/2
"

7 1/4"

"T" OR "F" ANCHOR

CW5 - CW7

WELD BY GLASS TECH

1 3/4"

5"

FIELD VERIFY (F.V.) 5" X F.V. X 4" X 1/4" ANGLE DEAD LOAD CLIP
WITH THRU HOLES

AIR BARRIER
(BY OTHERS)

ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT
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WW-500 MULLION

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

7 1
/4"

D.L.O. 2 1/2" D.L.O.

CW1

FIELD VERIFY

WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1 3/16"

CW1

WELD BY GLASS TECH 1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

F.
V.

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT

F.
V.

AIR BARRIER
(BY OTHERS)

WELD BY GLASS TECH

DETAIL NOT USED ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT
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FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"CW5

WW-500 MULLION

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS

WW-110 FACE
CAP

7 1
/4"

D.L.O. 2 1/2" D.L.O.

CW5 - CW6 - CW7

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR
BOLT SIZED BY ENGINEER

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT
BOLT SIZED BY ENGINEER

F.
V.

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

AIR BARRIER
(BY OTHERS)

WELD BY GLASS TECH
CW1A

DETAIL NOT USED

ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT
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WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2" CW5

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT

F.
V.

CW6

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

3 1
/8"

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT

F.
V.

CW6

FINISH CAULKING
(BY OTHERS)

WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

3 1
/8"

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT

F.
V.

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

WELD BY GLASS TECH

WELD BY GLASS TECHWELD BY GLASS TECH

ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT
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WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"

WW-503 JAMB

GP-103 GASKETS TYP.

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-110
FACE CAP

7 1
/4"

D.L.O.

F.S.

R.O.

2 1/2"

1/2"
CW7

CW7

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT

F.
V.

1/4" THICK ANGLE

SLOTTED HOLE FOR WIND LOAD ANCHOR

TAP PLATE WITH TAPPED HOLES
FOR ANCHOR BOLT

F.
V.

"F" ANCHOR
(SEE CHART)

TYPICAL SHEAR
BLOCK

"T" ANCHOR
(SEE CHART)

JAMB MULLION

HEAD

SILL

SHIM UNDERNEATH MULLION ANCHOR BOLT
(SEE NOTE)

TYPICAL "T" & "F" ANCHORS

AIR BARRIER
(BY OTHERS)

AIR BARRIER
(BY OTHERS)

WELD BY GLASS TECHWELD BY GLASS TECH

ONE ½-13 GRADE 5
 THRU BOLT

ONE ½-13 GRADE 5
 THRU BOLT
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