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Typical Vertical

& Intermediate Horizontal

WW-500 Head

Sill &

CURTAINWALL PARTS LIST

WW-116

Face Cover

90° Outside SSG Corner

1" Infill

WW-240

Corner Mullion

90° Outside, Captured & SSG

90° Inside, Captured

1" & 1/4" Infill

Shear Block

Use with WW-240 & WW-241

90° Corner Mullions

WW-180-01

WW-102-05

"T" Anchor

Use with WW-240

Corner Mullion

Snap-In Back Trim

Use with WW-240 &

WW-241 Corner Mullions

(6 1/2" & 7 1/4" System Depths)

WW-220

Splice Sleeve

Use with WW-240

90° Corner Mullion

WW-191-01

Mullion Cap

90° Outside Corner

1" Infill, Captured & SSG

WW-323

WW-312

Foam SSG Bridge

90° Outside Corner

1" Infill, SSG

WW-110

Standard Face Cover

GP-103

Standard Dense Gasket

Interior & Exterior

1/4" Face Clearance

Thermal Isolator

1" Infill Systems

GP-107

GP-111

Side Block

1" Infill

Standard Shear Block

5 1/4" Back Members

WW-181-01

Std. Jamb "F" Anchor

For WW-500

WW-103-01

Standard Zone Plug

1" Infill

Intermediate "T" Anchor

Use with WW-500

WW-102-01

WW-302

Vertical Mullion Splice

Use with WW-500 &

WW-503

WW-194-01

GP-109

Setting Block

1" Infill

#10 x 1" Phillips Pan Head

Horizontal to Shear Block

FS-115

#10 x 1/2" U-Drive

All Mullion Caps

FS-320

FS-325

#12-24 x 1-13/32" Hex Washer

Head Drillflex @ Press. Plate at

1" Infill

#14 x 1" Phillips Hex Head

Splice Sleeve to Vertical

#14 x 1 1/2" Hex Head

Shear Block to Vertical

FS-8

FS-9

1/8" X 3/4" NON MAGNETIC

SERIES 300 S.S. Headed

Roll Pin

Face Cap PinFS-317

WW-3991

WW-3991 Deep Face Cap

WW-169

Pressure Plate

90° Outside SSG Corner

1" Infill

WW-162

Standard Pressure Plate

WW-1496

Perimeter Pressure Plate

WW-1008

Pressure Plate for Custom

Face Cap

CURTAINWALL PARTS LIST CURTAINWALL PARTS LIST CURTAINWALL PARTS LIST

#12 x 3/4" Drill Flex

Attaching Back Pan

GP-117

Dense Gasket

At Perimeter Pressure Plate

Mullion Cap

Typical Vertical

1" Infill, Captured

WW-325

GP-105

Standard Spacer Gasket

SSG Vertical Mullion

3/8" Silicone Joint Width

0.02
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Sunshade Anchor to

Reliance Curtainwall

WW-107-01

3/8" SS

3/8" x 1 1/2" 300 Series S.S. Nut

& Bolt for Sunshade Anchors

4" Round Fascia

4 15/16" Sunshade Blade

SS-104

SS-132

Custom Sunshade Outrigger

with Holes for Sunshade

Blades

OUTRIGGER-1

SUNSHADE PARTS LIST

Custom Sunshade Outrigger

with No Holes for Sunshade

Blades-for Ends

OUTRIGGER-2

3/8"-16 X 7/8" Button Socket Head
Screws W/ 3/8" Washers & Jam Nuts
Series 300 Stainless Steel

3/8"

Vinyl Filler

for Caulk Stop

12' lg.

FG-2188

FG1000-FP-2

Water Diverter for

Center Set Outside

Glazed & all Front Set

or Back Set

FG3000-FP-78

End Dam for

FG-3413

FG3000-FP-15

Anchor for FG-3223

Outside Glazed

Center Set

#10 X 3/4" 300 Series S.S. Button

Socket Head

FS-20

STOREFRONT PARTS LIST

FG-3495

Open Back

Head / Jamb / Mullion

FG-3198

Sill

FG-3144

Glass Stop for FG-3197,

FG-3198 & FG-3320

FG-3413

Sub-Sill

MO-678

MO-244

Receptor Face

Head Receptor

FG-3514

Open Back

Filler

STOREFRONT PARTS LIST

HEAD RECEPTOR

GASKET

V-11

FG-1133

GLAZING

GASKET

FS-8

SCREW SPLINE

SCREWS

FG-3220

SETTING BLOCK

IF ANCHORS ARE LISTED IN WET ZONE

THEN THESE ARE TO BE 300 STAINLESS STEEL

.17 X 5/8" DRIVE PIN

attachment of end dam to

FG-3413 SUB SILL

0.03
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3/8" Hilti Kwik HUS EZ

See detail for length

ANCHORS

KH-EZ 3/8"x5"

1/4" - 20 GRADE 5 SMS

See detail for length

1/2" - 13 GRADE 5 BOLT

See detail for length

1/2" - 13 GRADE 5 NUT

DRILL FLEX #12 X 3/4"

 3/8-TITEN HD. 304 STAINLESS

See detail for length

@ FIRE TREATED WOOD BLOCKING

IF ANCHORS ARE LISTED IN WET ZONE

THEN THESE ARE TO BE 300 STAINLESS STEEL

0.04
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DETAILED ON 19A/3.06 - SURROUND CONDITIONS VARY

NEITHER VANNOY NOR SPS ARE EXPECTING
THE ARCHITECT TO CONFIRM THE DIMENSIONS.

THIS NOTE IS FOR THE GENERAL CONTRACTOR (VANNOY)
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WW-500 MULLION WITH RS-19 STEEL (15'-0" LENGTH)
LOCATED 1266" (105'-6") TO 1446" (120'-6") FROM BOTTOM OF MULLIONS1

S1

DETAILED ON 19A/3.06 - SURROUND CONDITIONS VARY
NEITHER VANNOY NOR SPS ARE EXPECTING

THE ARCHITECT TO CONFIRM THE DIMENSIONS.
THIS NOTE IS FOR THE GENERAL CONTRACTOR (VANNOY)
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THE ARCHITECT TO CONFIRM THE DIMENSIONS.
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LOCATED 1266" (105'-6") TO 1446" (120'-6") FROM BOTTOM OF MULLIONS1
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DETAILED ON 19A/3.06 - SURROUND CONDITIONS VARY
NEITHER VANNOY NOR SPS ARE EXPECTING

THE ARCHITECT TO CONFIRM THE DIMENSIONS.
THIS NOTE IS FOR THE GENERAL CONTRACTOR (VANNOY)
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WW-500 MULLION WITH RS-19 STEEL (15'-0" LENGTH)
LOCATED 1266" (105'-6") TO 1446" (120'-6") FROM BOTTOM OF MULLIONS1

S1

DETAILED ON 19A/3.06 - SURROUND CONDITIONS VARY
NEITHER VANNOY NOR SPS ARE EXPECTING

THE ARCHITECT TO CONFIRM THE DIMENSIONS.
THIS NOTE IS FOR THE GENERAL CONTRACTOR (VANNOY)
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WW-500 MULLION WITH RS-19 STEEL (15'-0" LENGTH)
LOCATED 1266" (105'-6") TO 1446" (120'-6") FROM BOTTOM OF MULLIONS1

S1
S1

DETAILED ON 19A/3.06 - SURROUND CONDITIONS VARY

NEITHER VANNOY NOR SPS ARE EXPECTING
THE ARCHITECT TO CONFIRM THE DIMENSIONS.

THIS NOTE IS FOR THE GENERAL CONTRACTOR (VANNOY)
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LOCATED 1266" (105'-6") TO 1446" (120'-6") FROM BOTTOM OF MULLIONS1

S1

DETAILED ON 19A/3.06 - SURROUND CONDITIONS VARY
NEITHER VANNOY NOR SPS ARE EXPECTING

THE ARCHITECT TO CONFIRM THE DIMENSIONS.
THIS NOTE IS FOR THE GENERAL CONTRACTOR (VANNOY)
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WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.
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TREMCO SPECTREM 1 BLACK

4"

11 1/2" (F.V.)

1 3/4" 9 3/4"

2"
2"

ONE ½-13 GRADE 5 THRU BOLT

WELDED BY CURTAINWALL INSTALLER
3/32" 70XX ROD FOR 1/4" FILLET WELD
MINIMUM 6" OF WELD

VARIES X 4"  X 4" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT THROUGH 9/16" X 1" SLOTTED HOLE
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WW-500

WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR AND (2) 5/16" WEEP

HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.
D.

L.O
.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

FIRE SAFING & SMOKE SEAL (BY SPS)

5"

VARIES

VARIES X 5"  X 4" X 1/4" L-ANGLE
DEAD LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

WELDED BY CURTAINWALL INSTALLER

STRUCTURAL STEEL
(EXISITING)

SPLICE JOINT

3/4
"

M.
L.

M.
L.

FACE CAP
SPLICE JOINT

PROVIDE BACKER ROD
OR BOND BREAKER TAPE

TO PREVENT THREE SIDED
ADHESION

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

CW3, CW3-1,
CW3 OPP., CW3-1 OPP.

CW3A, CW3A-1
CW3A OPP, CW3A-1 OPP.

TYPICAL FLOOR LEVEL

WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR AND (2) 5/16" WEEP

HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.
D.

L.O
.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

TYPICAL FACE CAP

WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR AND (2) 5/16" WEEP

HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.
D.

L.O
.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

TYPICAL FACE CAP

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

W
W

-1
94

-0
1

W
W

-1
94

-0
1

WW-240

W
W

-1
91

-0
1

W
W

-1
91

-0
1

VARIES

1" 4"

1" 4"

1" 4"

1" 4"

1" 4"
1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS) MAX. 16" O.C. TYPICAL

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
(6" FROM ENDS)

MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
(6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS) MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

VARIES DEPENDING ON FIELD CONDITIONS

2 1
/2"

2 1
/2"

NOTCH BACK PAN AROUND
DEAD LOAD ANCHOR

AND THEN SEAL PRIOR
TO INSTALLING INSULATION

GAP VARIES DEPENDING ON
CURRENT CONSTRUCTION
MINIMUM GAP IS 1" AND IF THE
GAP IS GREATER THAN 5" PLEASE
CONTACT THE ENGINEER OF RECORD

F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

3/32" 70XX ROD FOR 3/16" FILLET WELDONE ½-13 GRADE 5 THRU BOLT

W8 X 10 BEAM WITH 3/16" - 1/4" WEB

3/4
"

33A
3.09

FRONT VIEW OF ANCHOR CLIPS

MINIMUM 6" OF WELD

MID ANCHOR CLIPS NOT SHOWN FOR CLARITY
SEE 3.12 - 3.13 FOR MID ANCHOR CLIP LAYOUT

3.02
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WW-500 SILL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH

TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP

VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

ALUMINUM FLASHING GLAZED
INTO CURTAINWALL

BM-11/0.05 (BLACK ANODIZED)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

4"1"

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)
F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS

MINIMUM FULL PENETRATION + 1/2”
MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION
AEROGEL
INSULATION

1/2
"

MEMBRANE FLASHING
(NOT BY SPS)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

WW-500 SILL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH

TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP

VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

ALUMINUM FLASHING GLAZED
INTO CURTAINWALL

BM-11/0.05 (BLACK ANODIZED)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION
AEROGEL
INSULATION

1/2
"

MEMBRANE FLASHING
(NOT BY SPS)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

CW5-2 , CW5-3 CW5-2 , CW5-3
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WW-500 SILL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-103

2 PIECE ALUMINUM
FLASHING

MEMBRANE FLASHING
(NOT BY SPS)

4" MINERAL WOOL INSLULATION

20 GA. GALVANIZED BACK PAN

WW-500 SILL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH

TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP

VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

FIRE SAFING & SMOKE SEAL
BY SPS

G.C. NOTE:  STEEL MOUNTING PLATE WITH TRIANGLE GUSSETS
PLACED PERIODICALLY WITH A CONTINUOUS STEEL PLATE ON TOP.
STEEL IS DESIGNED, SUPPLIED AND INSTALLED BY OTHERS.
STEEL IS PART OF BUILDING STRUCTURE.

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

CW1, CW3, CW3 OPP
CW4, CW4 OPP.

CW5, CW5 OPP., CW6

WW-500 HORIZONTAL

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH

TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP

VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING
(NOT BY SPS)

4" MINERAL WOOL INSLULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

FLASHING
(NOT BY SPS)

CW3-1, CW3-1 OPP.
CW3A-1, CW3A-1 OPP.

WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR AND (2) 5/16" WEEP

HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.
D.

L.O
.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

CW3-1, CW3-1 OPP.
CW3A-1, CW3A-1 OPP.

4MM ACM METAL
PANEL

ALUMINUM FLASHING GLAZED
INTO CURTAINWALL(2 PIECE)
BM-2/0.05 (BLACK ANODIZED)

CW4-1, CW4-1 OPP.
CW5-1, CW5-1 OPP.

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

MADE IN TWO PIECES TO AVOID PUNCTURE FROM ANCHOR

AEROGEL INSULATION

CAULKING
(NOT BY SPS)

VARIES

CONTINUOUS STRUCTURAL STEEL ANGLE
(NOT BY SPS)

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE AND FLASHING.

NOTCHING OF THE GUN RAIL WILL BE
REQUIRED

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

4"1"

1" 4"

1" 4"

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
 (6" FROM ENDS)
 MAX. 16" O.C. TYPICAL

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
(6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
(6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
(6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

ALUMINUM FLASHING
BM-5/0.05

BLACK ANODIZED

ALUMINUM
FLASHING
BM-4/0.05

BLACK ANODIZED

SST FLASHING
NOT BY SPS

SST FLASHING
NOT BY SPS

5/16" DIAMETER WEEP HOLES
24" ON CENTER

MINERAL WOOL (BY SPS)

PROVIDE BOND BREAKER TAPE
AT LOCATIONS THAT ALIGN WITH
ANCHORS

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

F-/U-CLIP SECURED USING TWO 3/8” HILTI KWIK HUS EZ ANCHORS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING

T-CLIP SECURED USING TWO 3/8” HILTI KWIK HUS EZ ANCHORS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING
ONE ANCHOR ON EACH SIDE OF MULLION

F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

F-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 3/8-TITEN HD. 304 STAINLESS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

3"

2 1
/2"

AEROGEL
INSULATION

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

ALL ADDED STRUCTURAL
STEEL IS TO BE SUPPLIED

AND INSTALLED BY VANNOY

ALL ADDED STRUCTURAL
STEEL IS TO BE SUPPLIED

AND INSTALLED BY VANNOY

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

3 1
/4"AEROGEL

INSULATION

FI
EL

D 
VE

RI
FY

TOP OF CURTAINWALL SILL AND
TOP OF SLAB TO BE FLUSH

LEVEL 2
14' - 0"

LEVEL 2
14' - 0"

1/2
"

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

NO SHIM SUPPORT

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

2 PIECE SST FLASHING
(NOT BY SPS)

1/4
" M

IN
.

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

GC NOTE: MASONRY AND ACCESSORIES
ARE TO BE INSTALLED AFTER

SPS ASSEMBLY

1" GLAZING ON
GP-109 SETTING

BLOCK
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WW-500 SILL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-103

4" MINERAL WOOL INSLULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

CW3 - CW3 OPP.
CW3A - CW3A OPP.

1" 4"

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
 (6" FROM ENDS)
 MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

WW-500 SILL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

4" MINERAL WOOL INSLULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

1" 4"

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG
 (6" FROM ENDS)
 MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

CW3 - CW3 OPP.
CW3A - CW3A OPP.

1"

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

EXISTING METAL PANEL COPING TO BE
TEMPORARILY REMOVED & MODIFIED TO ONLY
EXTEND UNDER SECONDARY SEAL

THIS IS FOR THE SMALL WING WALL AT THE
UPPER FLOORS.  ALLOW THE SILL MEMBER
TO MITER AT THE CORNER AND ALLOW
THE LOAD TO BE TRANSFERRED TO THE
ADJACENT  WALL.

3.03A
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WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING
(NOT BY SPS)

WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH

TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP

VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING
(NOT BY SPS)

CW1A, CW2, CW3A
CW3A OPP., CW4A, CW4A-1,

4" MINERAL WOOL INSLULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

CW1A, CW2, CW3A
CW3A OPP., CW4A, CW4A-1,

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

1" 4"

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
 MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK
SST FLASHING

NOT BY SPS

SST FLASHING
NOT BY SPS

2 PIECE SST FLASHING
(NOT BY SPS)

PROVIDE BOND BREAKER TAPE
AT LOCATIONS THAT ALIGN WITH
ANCHORS PROVIDE BOND BREAKER TAPE

AT LOCATIONS THAT ALIGN WITH
ANCHORS

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

F-/U-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING

T-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING
ONE ANCHOR ON EACH SIDE OF MULLION

3"

2 1
/2"

3"
2 1

/2"

VANNOY TO CONFIRM DIMENSION FROM FACE
OF SLAB TO CW SYSTEM PRIOR TO

MOBILIZATION WITH MATERIALS

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD SEALANT & BACKER ROD (BY SPS)

3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

3/8" X 6" STRONG TIE TITEN HD SCREW ANCHOR 304 S.S

F-/U-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING

T-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING
ONE ANCHOR ON EACH SIDE OF MULLION

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

SST FLASHING
NOT BY SPS

SST FLASHING
NOT BY SPS

2 PIECE SST FLASHING
(NOT BY SPS)

3/8" X 6" STRONG TIE TITEN HD SCREW ANCHOR 304 S.S

3/8' TO 1/2"

3/8' TO 1/2"
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WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING
(NOT BY SPS)

CW1A

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

PROVIDE BOND BREAKER TAPE
AT LOCATIONS THAT ALIGN WITH
ANCHORS

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

SST FLASHING
NOT BY SPS

SST FLASHING
NOT BY SPS

2 PIECE SST FLASHING
(NOT BY SPS)

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING
(NOT BY SPS)

CW1A

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

PROVIDE BOND BREAKER TAPE
AT LOCATIONS THAT ALIGN WITH
ANCHORS

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

SST FLASHING
NOT BY SPS

SST FLASHING
NOT BY SPS

2 PIECE SST FLASHING
(NOT BY SPS)

WW-500 HORIZONTAL

1" 4"

THE DETAILS SHOWN ON PAGE 3.04A ARE THE ACTUAL DETAILS
OF THE BUILDING CONDITION AFTER THE WINDOW WALL IS TAKEN

OUT.  THIS DETAIL MAY APPLY TO OTHER WINDOW ELEVATIONS ONCE
THE DEMOLITION IS COMPLETE.

F-/U-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION +1/2"

MINIMUM 1” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION +1/2"

MINIMUM 1” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

F-/U-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION +1/2"

MINIMUM 1” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION +1/2"

MINIMUM 1” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION
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WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING
(NOT BY SPS)

CW7

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

PROVIDE BOND BREAKER TAPE
AT LOCATIONS THAT ALIGN WITH
ANCHORS

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

3"

2 1
/2"

WEEP HOLES:  3/16" COTTON ROPE EXTENDING 1/2"
FROM FACE OF EXTERIOR CAULK JOINT.  WEEP HOLES
ARE TO BE IN EXTERIOR CAULK JOINT.  2 WEEP HOLES
IN EACH D.L.O. AND 1 AT EACH VERTICAL.

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

3/8" X 6" STRONG TIE TITEN HD SCREW ANCHOR 304 S.S

F-/U-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING

T-CLIP SECURED USING TWO 3/8-TITEN HD. 304 STAINLESS
MINIMUM 2-1/2” EMBEDMENT
MINIMUM 3” EDGE DISTANCE

MINIMUM 3” ANCHOR SPACING
ONE ANCHOR ON EACH SIDE OF MULLION

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)
STRIPPED IN OVER FLASHING - LAID FLAT - NOT GLAZED IN

SST FLASHING
NOT BY SPS

SST FLASHING
NOT BY SPS

2 PIECE SST FLASHING
(NOT BY SPS)

3/8' TO 1/2"

WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

F-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION + 1/2”

MINIMUM 3/4” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

CW7 1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

3/4
"

F.
S.

 - 
M.

L.

R.
O.

GP-117

MEMBRANE FLASHING & SEALANT
TREMCO EXOAIR EXTENDING BEHIND THE CURTAINWALL
(NOT BY SPS)

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
FLASHING. NOTCHING OF THE GUN

RAIL WILL BE REQUIRED

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

SPS INSTALLER:  RETURN SILL SEAL
UP JAMBS 2" PRIOR TO INSTALLING

SILICONE MEMBRANE. INSTALL
MEMBRANE OVER SEALANT ANTO
FRAME TO MAINTAIN CONTINUITY

WW-500 HORIZONTAL

1" 4"

F-/U-CLIP SECURED USING TWO 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION +1/2"

MINIMUM 1” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

T-CLIP SECURED USING FOUR 1/4-20 GRADE 5 SMS
MINIMUM FULL PENETRATION +1/2"

MINIMUM 1” EDGE DISTANCE
MINIMUM 1” ANCHOR SPACING

TWO ANCHORS ON EACH SIDE OF MULLION

STEEL ANGLE
(NOT BY SPS)

ALUMINUM FLASHING GLAZED
INTO CURTAINWALL(2 PIECE)
BM-2/0.05 (BLACK ANODIZED)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

MADE IN TWO PIECES TO AVOID PUNCTURE FROM ANCHOR

AEROGEL INSULATION

CAULKING
(NOT BY SPS)

5/16" DIAMETER WEEP HOLES
24" ON CENTER

AEROGEL
INSULATION

NO SHIM SUPPORT

1/4
" M

IN
.

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

GC NOTE: MASONRY AND ACCESSORIES
ARE TO BE INSTALLED AFTER

SPS ASSEMBLY

CW4A OPP. - CW4A-1 OPP.

ALIGN

3.04B
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WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR AND (2) 5/16" WEEP

HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.
D.

L.O
.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

TYPICAL FACE CAP
@ SUNSHADE

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

SS-104

FACE OF SYSTEM

SS-132 SS-132 SS-132 SS-132
SS-132

36 1/16"

45°

4 1
5/1

6"
1 3/8"4"

2 1/4" 5 1/8" 5" 5" 5" 5" 8 11/16"

WW-500 HORIZONTAL

1" GLAZING ON
GP-109 SETTING

BLOCK

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-162 PRESSURE PLATE W/ GP-107
ISOLATOR AND (2) 5/16" WEEP

HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

7 1/4"

2 1
/2"

D.
L.O

.
D.

L.O
.

TYPICAL FACE CAP
@ SUNSHADE

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

SS-104

FACE OF SYSTEM

SS-132 SS-132 SS-132 SS-132
SS-132

36 1/16"

45°

4 1
5/1

6"
1 3/8"4"

2 1/4" 5 1/8" 5" 5" 5" 5" 8 11/16"

1" 2 1/2"

1" 2 1/2"
3"

1 1
/2"

1 1
/2"

1 1
/2"

3"
1 1

/2"

1" 4"

1" 4"

ATTACH ANCHOR THROUGH
7/16" CLEAR HOLE IN MULLION
TONGUE W/ 3/8"-16 X 7/8"
BUTTON SOCKET HEAD
SCREWS W/ 3/8" WASHERS &
JAM NUTS(4) 3/8" Ø STAINLESS

STEEL BOLTS

(4) 3/8" Ø STAINLESS
STEEL BOLTS

ATTACH ANCHOR THROUGH
7/16" CLEAR HOLE IN MULLION
TONGUE W/ 3/8"-16 X 7/8"
BUTTON SOCKET HEAD
SCREWS W/ 3/8" WASHERS &
JAM NUTS

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1 1/2"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

15
/16

"
2 5

/8"
15

/16
"

3/4
"

3/4
"

15
/16

"
2 5

/8"
15

/16
"

3/4
"

3/4
"
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WW-500 MULLION

WW-181-01
SHEAR BLOCKS

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.
7"

TYPICAL JAMB
@ VISION

ACM PANEL
(SEE SEPARATE SUBMITTAL)

WW-500 MULLION

WW-181-01
SHEAR BLOCKS

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2"D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.

7"

TYPICAL JAMB

ACM PANEL
(SEE SEPARATE SUBMITTAL)

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.

7"

TYPICAL JAMB
@ SPANDREL

ACM PANEL
(SEE SEPARATE SUBMITTAL)

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2"D.L.O.
7 1

/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.

7"

TYPICAL JAMB
@ SPANDREL

ACM PANEL
(SEE SEPARATE SUBMITTAL)

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 MULLION
WW-102-01 "T" ANCHOR

WW-181-01
SHEAR BLOCKS

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ VISION

WW-500 MULLION

WW-102-01 "T" ANCHORWW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ SPANDREL

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

4"
1"

4"
1"

4"
1"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL) 1/8" HORSESHOE SHIM (TYPICAL)1/8" HORSESHOE SHIM (TYPICAL) 1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

MINER WOOL
INSULATION

MINER WOOL
INSULATION

MINER WOOL
INSULATION

MINER WOOL
INSULATION

SPS AND VANNOY YO FIELD MEASURE
SPACE BETWEEN BACK OF MULLION
AND FACE OF SLAB

1" MINIMUM AND 3" MAXIMUM FOR FACE
OF SLAB TO THE BACK OF
CURTAINWALL.

1" MINIMUM AND 3" MAXIMUM FOR FACE
OF SLAB TO THE BACK OF
CURTAINWALL.

SPS AND VANNOY YO FIELD MEASURE
SPACE BETWEEN BACK OF MULLION
AND FACE OF SLAB

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

WW-325 MULLION CAP
ATTACH W/ FS-320

WW-325 MULLION CAP
ATTACH W/ FS-320

WW-325 MULLION CAP
ATTACH W/ FS-320

WW-325 MULLION CAP
ATTACH W/ FS-320

WW-500 MULLION

WW-181-01
SHEAR BLOCKS

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.
7 1

/4"

TYPICAL VERTICAL
WITH STEEL

RS-19 (1 9/16" X 4 13/16" 10 GA.)
SEE WINDOW ELEVATIONS FOR
LENGTH AND LOCATION OF STEEL.

SEALANT & BACKER ROD (NOT BY SPS)
TREMCO SPECTREM 2 BLACK

SEALANT & BACKER ROD (NOT BY SPS)
TREMCO SPECTREM 2 BLACK SEALANT & BACKER ROD (NOT BY SPS)

TREMCO SPECTREM 2 BLACK

SEALANT & BACKER ROD (NOT BY SPS)
TREMCO SPECTREM 2 BLACK
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WW-500 MULLION

WW-102-01 "T" ANCHORWW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ SPANDREL

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 MULLION

WW-102-01 "T" ANCHOR WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2" D.L.O.D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ SPANDREL

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2"D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

F.S.

R.O.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

AIR BARRIER
(NOT BY SPS)

SEAL ANCHOR HEADS
TYPICAL

3/4"

CW3-1 OPP.,CW3A-1 OPP.

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

F.S.

R.O.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

AIR BARRIER
(NOT BY SPS)

SEAL ANCHOR HEADS
TYPICAL

3/4"

CW3-1, CW3A-1

WW-500 MULLION

WW-102-01 "T" ANCHORWW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ LOUVER

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

LOUVER
(NOT BY SPS)

BLANK OFF PANEL
(NOT BY SPS)

BIRD SCREEN
(NOT BY SPS)

SEALANT
(NOT BY SPS)

WW-500 MULLION

WW-102-01 "T" ANCHOR WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2" D.L.O.D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ LOUVER

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

LOUVER
(NOT BY SPS)

BLANK OFF PANEL
(NOT BY SPS)

BIRD SCREEN
(NOT BY SPS)

SEALANT
(NOT BY SPS)

4"
1"

4"
1"

4"
1"

4"
1"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

ALUMINUM BRAKE METAL
END CAP - BM-3/0.05

ALUMINUM BRAKE METAL
END CAP - BM-3/0.05

SERIES 300 S.S ANCHORS X 2" LONG (6" FROM BOTTOM AND TOP)
MAX. 24" O.C. TYPICAL

3 1
/8"

3 1
/8"

3 1
/8"

3 1
/8"

2 3
/16

"

2 3
/16

"
4 9

/16
"

4 9
/16

"

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

SERIES 300 S.S ANCHORS X 2" LONG (6" FROM BOTTOM AND TOP)
MAX. 24" O.C. TYPICAL

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT

TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

WW-325 MULLION CAP
ATTACH W/ FS-320

WW-325 MULLION CAP
ATTACH W/ FS-320

SHIM

GLAZE IN SELF ADHERING
MEMBRANE (TREMCO

EXOAIR 100AT) FLASHING
AND WRAP END OF

CURTAINWALL

GLAZE IN SELF ADHERING
MEMBRANE (TREMCO
EXOAIR 100AT) FLASHING
AND WRAP END OF
CURTAINWALL

SHIM

3.07

AutoCAD SHX Text
Drawn By

AutoCAD SHX Text
Date Drawn

AutoCAD SHX Text
Checked By

AutoCAD SHX Text
Date Checked

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
Charlotte, North Carolina

AutoCAD SHX Text
Fort Wayne, Indiana

AutoCAD SHX Text
ERECTOR:

AutoCAD SHX Text
ARCHITECT:

AutoCAD SHX Text
GREENVILLE, SC

AutoCAD SHX Text
Raleigh, North Carolina

AutoCAD SHX Text
Job Name

AutoCAD SHX Text
Indianapolis, Indiana

AutoCAD SHX Text
MCMILLAN PAZDAN SMITH ARCHITECTS

AutoCAD SHX Text
SPS CORPORATION

AutoCAD SHX Text
08/27/20

AutoCAD SHX Text
CCW

AutoCAD SHX Text
5293

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
08/27/20

AutoCAD SHX Text
LW

AutoCAD SHX Text
BON SECOURS

AutoCAD SHX Text
6

AutoCAD SHX Text
3/2/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
7

AutoCAD SHX Text
3/10/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
8

AutoCAD SHX Text
4/7/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
9

AutoCAD SHX Text
5/6/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
10

AutoCAD SHX Text
5/19/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
11

AutoCAD SHX Text
7/9/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
24

AutoCAD SHX Text
3.07

AutoCAD SHX Text
REF: NA

AutoCAD SHX Text
25

AutoCAD SHX Text
3.07

AutoCAD SHX Text
REF: NA

AutoCAD SHX Text
29

AutoCAD SHX Text
3.07

AutoCAD SHX Text
REF: 3/A416

AutoCAD SHX Text
28

AutoCAD SHX Text
3.07

AutoCAD SHX Text
REF: 3/A416

AutoCAD SHX Text
26

AutoCAD SHX Text
3.07

AutoCAD SHX Text
REF: 6/A415

AutoCAD SHX Text
27

AutoCAD SHX Text
3.07

AutoCAD SHX Text
REF: 6/A415

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6" = 1'-0"



BY

S
P

S
 
C

o
r
p
o
r
a
t
i
o
n

REVISIONS

B
O

N
 
S

E
C

O
U

R
S

 
S

T
.
 
F

R
A

N
C

I
S

 
D

O
W

N
T

O
W

N
 
E

N
V

E
L
O

P
E

 
R

E
N

O
V

A
T

I
O

N

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

4MM ACM PANEL

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

F.S.

R.O.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

ALUMINUM BRAKE METAL
END CAP - BM-3/0.05

AIR BARRIER
(NOT BY SPS)

SEAL ANCHOR HEADS
TYPICAL

3/4"

CW3-1, CW3A-1

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

4MM ACM PANEL

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

F.S.

R.O.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

3/4"

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

EXISTING METAL TRIM
REMOVED AND REINSTALLED

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

4MM ACM METAL PANEL

WW-110
FACE CAP

2 1/2"D.L.O.
7 1

/4"

WW-103-01 "F"
ANCHOR

GP-117

F.S.

R.O.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

3/4"

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

EXISTING METAL TRIM
REMOVED AND REINSTALLED

CW3-1, CW3A-1

WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

4MM ACM PANEL

WW-110
FACE CAP

2 1/2"D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

F.S.

R.O.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

AIR BARRIER
(NOT BY SPS)

SEAL ANCHOR HEADS
TYPICAL

3/4"

CW3-1 OPP., CW3A-1 OPP.

CW3-1 OPP. , CW3A-1 OPP.

4"
1"

4"
1"

1"
4"

4"
1"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/

CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

ALUMINUM BRAKE METAL
END CAP - BM-3/0.04

MINER WOOL
INSULATION

MINER WOOL
INSULATION

3 1
/8"

3 1
/8"

2 3
/16

"

4 9
/16

"

3 1
/8"

3 1
/8"

2 3
/16

"
4 9

/16
"

SERIES 300 S.S ANCHORS X 2" LONG (6" FROM BOTTOM AND TOP)
MAX. 24" O.C. TYPICAL

SERIES 300 S.S ANCHORS X 2" LONG (6" FROM BOTTOM AND TOP)
MAX. 24" O.C. TYPICAL

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT

TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK
1 1/8" OPEN CELL BACKER ROD

SHIM

GLAZE IN SELF ADHERING
MEMBRANE (TREMCO

EXOAIR 100AT) FLASHING
AND WRAP END OF

CURTAINWALL

GLAZE IN SELF ADHERING
MEMBRANE (TREMCO
EXOAIR 100AT) FLASHING
AND WRAP END OF
CURTAINWALL

SHIM
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WW-220 FILLER

WW-240 MULLION

WW-180-01
SHEAR BLOCKS

WW-102-05 "T"
ANCHOR

1" GLAZING

WW-323 MULLION CAP
ATTACH W/ FS-320

GP-105 GASKETS & STRUCT.
SILICONE SEALANT TREMCO
SPECTREM 2 BLACK

WW-312 ZONE BRIDGE

WW-169 MULLION
ADAPTOR W/

GP-107 ISOLATOR
FIELD ATTACH W/

FS-325 @ 9" O.C.

BACKER RODS & SEALANT

WW-116 ALUMINUM FACE CAP

7 1
/4"

7 1/4"

R.O.  -  F.S.

3 25/32" D.L.O.

2 9/32" 1/2" G.S.

17
 45

/64
"

3 2
5/3

2"
D.

L.O
.

2 9
/32

"
1/2

"
G.

S.

TYPICAL CORNER

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

20 GA. GALVANIZED BACK PAN

4" MINERAL WOOL INSULATION

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

TYPICAL CORNER

4"
1"

1" 4"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
1/2" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

WW-22
0 F

ILL
ER

WW-24
0 M

ULLI
ON

WW-180-01
SHEAR BLOCKS

WW-102-05 "T"
ANCHOR

1" GLAZING

WW-323 MULLION CAP
ATTACH W/ FS-320

GP-105 GASKETS & STRUCT.
SILICONE SEALANT TREMCO

SPECTREM 2 BLACK

WW-312 ZONE BRIDGE

WW-169 MULLION
ADAPTOR W/
GP-107 ISOLATOR
FIELD ATTACH W/
FS-325 @ 9" O.C.

BACKER RODS & SEALANT

WW-116 ALUMINUM FACE CAP

7 1
/4"

7 1/4"

R.O.  -  F.S.

3 25/32"D.L.O.

2 9/32"1/2"G.S.

17
 45

/64
"

3 2
5/3

2"
D.

L.O
.

2 9
/32

"
1/2

"
G.

S.

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

20 GA. GALVANIZED BACK PAN

4" MINERAL WOOL INSULATION

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

4"
1"

1"4"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
1/2" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

WW-500 MULLION

WW-181-01
SHEAR BLOCKS

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.

MINER WOOL
INSULATION

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1
/2"

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

NEW METAL TRIM
(NOT BY SPS)

SEALANT
(NOT BY SPS)

WW-500 MULLION

WW-181-01
SHEAR BLOCKS

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2"D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.

MINER WOOL
INSULATION

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1
/2"

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

NEW METAL TRIM
(NOT BY SPS)

SEALANT
(NOT BY SPS)

CW7

CW7
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WW-500 MULLION

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

2 1/2" D.L.O.

7 1
/4"

GP-117

3/4"

F.S.

R.O.

TYPICAL JAMB
@ SPANDREL

ACM PANEL
(SEE SEPARATE SUBMITTAL)

4" MINERAL WOOL INSULATION
20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 MULLION

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-110
FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ SPANDREL

WELDED BY INSTALLER
VARIES X 5"  X 4" X 1/4" L-ANGLE
DEAD LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

VA
RI

ES

4"

 STL-1 1/4" TAP PLATE WITH TAPPED
HOLEFOR ANCHOR BOLT.  ANCHORED
TO THE MULLION WITH (8)
COUNTERSUNK 1/4" SMS.

VARIES X 5"  X 4" X 1/4" L-ANGLE
DEAD LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

VARIES X 5"  X 4" X 1/4" L-ANGLE
DEAD LOAD CLIP WITH GRADE 5

1/2" THRU BOLT

WELDED BY INSTALLERWELDED BY INSTALLER

1/16" PLASTIC SLIP PLATE

WW-22
0 F

ILL
ER

WW-24
0 M

ULLI
ON 1" GLAZING

WW-323 MULLION CAP
ATTACH W/ FS-320

WW-312 ZONE BRIDGE

WW-169 MULLION
ADAPTOR W/
GP-107 ISOLATOR
FIELD ATTACH W/
FS-325 @ 9" O.C.

BACKER RODS & SEALANT

WW-116 ALUMINUM FACE CAP

7 1
/4"

7 1/4"

R.O.  -  F.S.

3 25/32"D.L.O.

2 9/32"1/2"G.S.

15
 15

/16
"

3 2
5/3

2"
D.

L.O
.

2 9
/32

"
1/2

"
G.

S.

TYPICAL CORNER

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WELDED BY INSTALLER

F.V." X 5"  X 4" X 1/4" BENT PLATE
DEAD LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

4"

4"

VA
AR

IE
S

8 11/16"

1/2" GRADE 5 BOLT

33A
3.09

4"
1"

4"
1"

4" 1"

4"
1"

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINTCLOSED CELL BACKER  ROD

TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
1/2" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
TREMCO SPECTREM 1 BLACK

GP-105 GASKETS & STRUCT.
SILICONE SEALANT TREMCO

SPECTREM 2 BLACK

NOTCH BACK PAN AROUND
DEAD LOAD ANCHOR

AND THEN SEAL PRIOR
TO INSTALLING INSULATION

NOTCH BACK PAN AROUND
DEAD LOAD ANCHOR

AND THEN SEAL PRIOR
TO INSTALLING INSULATION

NOTCH BACK PAN AROUND
DEAD LOAD ANCHOR

AND THEN SEAL PRIOR
TO INSTALLING INSULATION

(TYPICAL)

NOTCH BACK PAN AROUND
DEAD LOAD ANCHOR

AND THEN SEAL PRIOR
TO INSTALLING INSULATION

(TYPICAL)

MINER WOOL
INSULATION

VA
RI

ES

VA
RI

ES

1/16" PLASTIC SLIP PLATE

ONE ½-13 GRADE 5 THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT ONE ½-13 GRADE 5 THRU BOLT

3/32" 70XX ROD WITH 3/16" FILLET WELD3/32" 70XX ROD WITH 3/16" FILLET WELD

3/32" 70XX ROD WITH 3/16" FILLET WELD

GAP VARIES DEPENDING ON
CURRENT CONSTRUCTION

GAP VARIES DEPENDING ON
CURRENT CONSTRUCTION

GAP VARIES DEPENDING ON
CURRENT CONSTRUCTION

1 3/4"

WW-325 MULLION CAP
ATTACH W/ FS-320

4"

WELDED BY CURTAINWALL INSTALLER
3/32" 70XX ROD FOR 3/16" FILLET WELD

3 3/4"3 3/4"

5" 5"

VERTICAL CURTAINWALL MULLION

WELDED BY CURTAINWALL INSTALLER
3/32" 70XX ROD FOR 3/16" FILLET WELD

VARIES X 5"  X 4" X 1/4" L-ANGLE
DEAD LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

VARIES X 5"  X 4" X 1/4" L-ANGLE
DEAD LOAD CLIP WITH GRADE 5

1/2" THRU BOLT

TYPICAL VERTICAL
@ SPANDREL

D.L.O. 2 1/2" D.L.O.

6" MINIMUM WELD LENGTH6" MINIMUM WELD LENGTH

6" MINIMUM WELD LENGTH 6" MINIMUM WELD LENGTH

SEALANT & BACKER ROD (NOT BY SPS)
TREMCO SPECTREM 2 BLACK

CORNER MULLION WILL LIKELY ABUT CORNER
COLUMN, BENT PLATE ATTACHMENTS TO COLUMN

FLANGES MAY BE WELDED AS SHOWN.  BENT PLATE
ATTACHMENTS WHICH ALIGN WITH COLUMN WEBS

WILL NEED SUPPLEMENTAL ATTACHMENT OR WELD SURFACE
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WW-500 MULLION

WW-102-01 "T" ANCHOR

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR

FIELD ATTACH W/ FS-325 @ 9"
O.C.

GP-103
GASKETS TYP.

1" GLAZING

WW-325 MULLION CAP
ATTACH W/ FS-320

2 1/2"D.L.O. D.L.O.

7 1
/4"

TYPICAL VERTICAL
@ SUNSHADE

4" MINERAL WOOL INSULATION

20 GA. GALVANIZED BACK PAN

1 1
/2"

ADHESIVE PIN AND PRESSURE CLIP
FOR ATTACHMENT OF INSULATION

WW-500 MULLION

WW-181-01
SHEAR BLOCKS

WW-1496 PRESSURE PLATE W/ GP-107
ISOLATOR

FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103
GASKETS TYP.

1" GLAZING

2 1/2" D.L.O.

7 1
/4"

WW-103-01 "F"
ANCHOR

GP-117

3/4"

F.S.

R.O.

7"

TYPICAL JAMB
@ SUNSHADE

ACM PANEL
(SEE SEPARATE SUBMITTAL)

WW-110 FACE CAP,
MILL SLOT TO FIT OVER
SUNSHADE ANCHOR
SEAL AFTER SUNSHADE
INSTALLATION

WW-107-01 SUNSHADE
ANCHOR

MILL CENTER OF MULLION
TONGUE TO ALLOW INSERTION
OF SUNSHADE ANCHOR

ATTACH ANCHOR THROUGH
7/16" CLEAR HOLE IN MULLION
TONGUE W/ 3/8"-16 X 7/8"
BUTTON SOCKET HEAD
SCREWS W/ 3/8" WASHERS &
JAM NUTS

WW-107-01 SUNSHADE
ANCHOR

MILL CENTER OF MULLION
TONGUE TO ALLOW INSERTION
OF SUNSHADE ANCHOR

ATTACH ANCHOR THROUGH
7/16" CLEAR HOLE IN MULLION

TONGUE W/ 3/8"-16 X 7/8"
BUTTON SOCKET HEAD

SCREWS W/ 3/8" WASHERS &
JAM NUTS

SS-132

SS-132

SS-132

SS-132

SS-132
SS-132

SS-132

SS-132

SS-132

SS-132

SS-104 SS-104

CUSTOM OUTRIGGER CUSTOM OUTRIGGERCUSTOM OUTRIGGER CUSTOM OUTRIGGER

(4) 3/8" Ø STAINLESS
STEEL BOLTS

(4) 3/8" Ø STAINLESS
STEEL BOLTS

1"
2 1

/2"

1"
2 1

/2"

3 6
3/6

4"
1"

SEAL BACK PAN TREMCO SPECTREM 1

DRILL FLEX #12 X 3/4" LONG (6" FROM ENDS)
MAX. 16" O.C. TYPICAL

1/8" HORSESHOE SHIM (TYPICAL)

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

MINER WOOL
INSULATION

WW-110 FACE CAP,
MILL SLOT TO FIT OVER
SUNSHADE ANCHOR
SEAL AFTER SUNSHADE
INSTALLATION

WW-325 MULLION CAP
ATTACH W/ FS-320
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FG-1133 TYP.

FS-8(#14 X 1" HH
SLOTTED) ASS'Y
SCREW TYP.

FG-3495 JAMB

 RUN FG-2188 VINYL

ACCESS
HOLE

FG-1133 TYP.

FS-8 (#14 X 1" HH SLOTTED)
ASS'Y SCREW TYP.

SEE HORIZ. VIEW FOR
WATER DIVERTER INFO

FG-3495

FG-3514 COMPOSITE
FILLER

MO-244/MO-678 HEAD RECEPTORS
W/ V-11 GASKETSFG-3495 HEAD

FG-1133
TYP.

1 1/16" INSLUATED
- LAMINATED

GLAZING

1/2
"

R.
O.

1"1 1
/2"

F.
S.

 - 
M.

L.

2"
D.

L.O
.

5 1/8"

4 1/2"

FG-3144
GLASS STOP

FG-3198
SILL

1/4" WEEP HOLES REQ'D
@ MID-LITES

FG-1133
TYP.

CONT. SEAL - MARRY TO INTERIOR JAMB SEALS

FG-3413 SILL FLASHING

1 1/16" INSULATED
LAMINATED GLAZING
ON FG-3220 SETTING

BLOCK

4 1/2"

1/2
"

1/2
"1"

2"
D.

L.O
.

F.
S.

 - 
M.

L.

R.
O.

4 1
/2"

1/2" 2" D.L.O.

F.S.

R.O.

2" D.L.O.D.L.O.

4 1
/2"

MEMBRANE FLASHING
(NOT BY SPS)

BM-10/.05(BY SPS)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

SEALANT (NOT BY SPS)

SEALANT (NOT BY SPS)

TWO PIECE ALUMINUM FLASHING
WITH TURNED UP EDGE END DAMS

BM-6/0.05

PREFORMED SILICONE

SF1, SF2

SF1, SF2

SF1, SF2

MEMBRANE FLASHING
(NOT BY SPS)

BM10/.05 (BY SPS)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

SEALANT (NOT BY SPS)

SEALANT (NOT BY SPS)

SF1, SF2

FG-1133 TYP.

FS-8(#14 X 1" HH
SLOTTED) ASS'Y

SCREW TYP.

FG-3495 JAMB

 RUN FG-2188 VINYL

ACCESS
HOLE

END DAM FG3000-FP-78 @ SILL FLASHING
SET IN SEALANT & MECHANICALLY
FASTENED THE THE MULLION PER

INSTALLATION INSTRUCTIONS

4 1
/2"

1/2"2"D.L.O.

F.S.

R.O.

SF1, SF2

MEMBRANE FLASHING
(NOT BY SPS)

BM10/.05 (BY SPS)

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

SEALANT (NOT BY SPS)

SEALANT (NOT BY SPS)

SEALANT & BACKER ROD (BY SPS)
MIN. 1/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK (EXTERIOR & INTERIOR)

SEALANT & BACKER ROD (BY SPS)
MIN. 1/4" CAULK JOINT
TREMCO SPECTREM 1 BLACK (EXTERIOR & INTERIOR)

SEALANT & BACKER ROD (BY SPS)
MIN. 1/4" CAULK JOINT

TREMCO SPECTREM 1 BLACK (EXTERIOR & INTERIOR)

WOOD BLOCKING
(NOT BY SPS)

WOOD BLOCKING
(NOT BY SPS)

TWO PIECE ALUMINUM FLASHING
WITH TURNED UP EDGE END DAMS
BM-7/0.04

SOLID INTERMITTENT HPDE SHIM
LOCATED AT ANCHORS.  FULLY
BED THE SHIMS IN COMPATIBLE
SEALANT.  FULLY SEAL
PERIMETER.

FG-3223

ANCHOR SUB-SILL WITHIN 4" FROM EITHER

SIDE OF INTERMEDIATE MULLIONS ANCHOR

SIZE AND FREQUENCY SHOULD BE

DETERMINED BY STRUCTURAL REQUIREMENTS.

CAP SEAL  ANCHORS AS SHOWN.

SEAL END DAM TO

SUB-SILL & MECHANICALLY FASTEN

TO MULLION PER INSTALLATION INSTRUCTIONS.

SHIM UNDER

SUB-SILL.

FG3000-FP-78

MECHANICALLY FASTENED & SEALED

DRILL 5/16" WEEP HOLES

LOCATE AT MID-LITE

FG-3495

FG-3198

FG-3220

PART# 1122

1/4” SERIES 304 S.S ANCHORS WITH MINIMUM 1-3/4” EMBEDMENT
MINIMUM 1-1/2” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

1/4” SERIES 304 S.S. ANCHORS WITH MINIMUM 1-3/4” EMBEDMENT
MINIMUM 1-1/2” EDGE DISTANCE

SPACED 3” FROM END AND 24” O.C. THEREAFTER

1 1/2" MIN. 1 1/2" MIN.

1 3
/4"

 M
IN

.

SEALANT & BACKER ROD (BY SPS)
MIN. 1/4" CAULK JOINT

TREMCO SPECTREM 1 BLACK (EXTERIOR & INTERIOR)

MIN. LAP LENGTH 1 1/2"

MI
N.

 1 
3/4

"

END DAM FG3000-FP-78 @ SILL FLASHING
SET IN SEALANT & MECHANICALLY
FASTENED THE THE MULLION PER
INSTALLATION INSTRUCTIONS

BACK BED SILL FLASHING END DAM

TO ROUGH OPENING AND SEAL

ALONG THE TOP EDGE.

SOLID SHIM @ ANCHOR

LOCATION

2 PIECE BRAKE

METAL FLASHING

FG-3000-FP-78 END DAM
ATTACH TO SILL FLASHING W/
(2) FS-320 DRIVE PINS

1 1/16" INSLUATED
- LAMINATED

GLAZING

1 1/16" INSLUATED
- LAMINATED
GLAZING
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8"
 (F

.V
.)

4"

4 1
/8"

4"
7 1

/4"

7 1
/4"

WW-500 

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS TYP.

WW-110 FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

1/16" PLASTIC SLIP PLATE 1/16" PLASTIC SLIP PLATE

ONE ½-13 GRADE 5 THRU BOLT

REF.  49 1/2" [4'-1 1/2"] REF.  16" [1'-4"]

WW-500 

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS TYP.

WW-110 FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

1/16" PLASTIC SLIP PLATE 1/16" PLASTIC SLIP PLATE

ONE ½-13 GRADE 5 THRU BOLT

W
W

-5
00

 

WW-162 PRESSURE PLATE W/
GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS TYP.

WW-110 FACE CAP

WW-325 MULLION CAP
ATTACH W/ FS-320

1/16" PLASTIC SLIP PLATE

1/16" PLASTIC SLIP PLATE

ONE ½-13 GRADE 5 THRU BOLT

WW-22
0 

WW-24
0

1" GLAZING

WW-323 MULLION CAP
ATTACH W/ FS-320

GP-105 GASKETS & STRUCT.
SILICONE SEALANT TREMCO

SPECTREM 2 BLACK

WW-312 ZONE BRIDGE

WW-169 MULLION ADAPTOR W/ GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

BACKER RODS & SEALANT

WW-116 ALUMINUM FACE CAP

SEALANT & BACKER ROD (BY SPS)
TREMCO SPECTREM 1 BLACK

SEALANT & BACKER ROD (BY SPS)
1/2" CAULK JOINT/CLOSED CELL BACKER ROD
TREMCO SPECTREM 1 BLACK

ONE ½-13 GRADE 5 THRU BOLT

3 1/2"

8"
 (F

.V
.)

8"
 (F

.V
.)

3 1/2"

3 1
/2"

5" (F.V.)

8"
 (F

.V
.)

7 1/16" (F.V.)

11 5/16" (F.V.)

3 1/2"

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY.
THIS DETAIL IS FOR MID ANCHOR CLIPS ONLY

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY.
THIS DETAIL IS FOR MID ANCHOR CLIPS ONLY

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY.
THIS DETAIL IS FOR MID ANCHOR CLIPS ONLY

W
W

-5
00

 M
UL

LIO
N

WW-1496 PRESSURE PLATE W/ GP-107 ISOLATOR
FIELD ATTACH W/ FS-325 @ 9" O.C.

GP-103 GASKETS TYP.

1" GLAZING

WW-110 FACE CAP

GP-117

5" (F.V.)

3 1
/2"

8" (F.V.) X 5"  X 4" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

8" (F.V.) X 5"  X 4" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5

1/2" THRU BOLT

8" (F.V.) X 5"  X 4" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5

1/2" THRU BOLT

8" (F.V.) X 5"  X 4" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5

1/2" THRU BOLT

CLIP 1A CLIP 1B CLIP 2A CLIP 2B

CLIP 3A

CLIP 3B

CLIP 4B

CLIP 4A

CLIP 4A

52
3.18

WINDLOAD MID ANCHOR CLIPS 3A & 3B
ARE INSTALLED BELOW 2A & 2B TO
AVOID INTERFERENCE.

44
3.13

43
3.13

45
3.14

46
3.14

47
3.15

48
3.16

49
3.17

51
3.18

50
3.17

CW3, CW3-1,
CW3 OPP., CW3-1 OPP.

CW3A, CW3A-1
CW3A OPP, CW3A-1 OPP.

7 1/4"1 1/8"4"

TOWER MODERNIZATION FLOOR PLAN

NTS                                                                            ARCH. REF.: NA

RE
F.

  3
4"

 [2
'-1

0"
]

RE
F.

  2
9"

 [2
'-5

"]

PLAN VIEW SHOWN IS FOR SOUTH WEST CORNER TOWER.
SOUTH EAST, NORTH EAST & NORTH WEST ARE SIMILAR

ALL METAL FRAMING AND STRUCTURAL STEEL IS
SUPPLIED AND INSTALLED BY OTHERS (NOT BY SPS)

2" X 2" X 1/4" STEEL PLATE
BY SPS

2" X 2" X 1/4" STEEL PLATE
BY SPS

2" X 2" X 1/4" STEEL PLATE
BY SPS

2" X 2" X 1/4" STEEL PLATE
BY SPS

2" X 2" X 1/4" STEEL PLATE

THIS DETAIL/PLAN VIEW IS SHOWN FOR THE MID ANCHOR
CLIPS AT THE TOWER ONLY.  SEE SPECIFIC DETAILS FOR
INSULATION, BACK PAN, WATER PROOFING & ETC.

OH. OH.

OH.

OH.

VANNOY NOTE:  PLEASE COORDINATE WITH THE METAL
STUD SUB SO THAT THE STUD PLACEMENT AT INTERMEDIATE
MULLIONS IN THE FIELD WITH SIS TO ENSURE PROPER
ALIGNMENT FOR SPS LATERAL ATTACHMENT OF CURTAINWALL
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WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 1A

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 1B

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

8"

4 1/8"

CLIP 1A

5"

8"

CLIP 1B5"

"1A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

"1B" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

CLIP 1A

1 7
/16

"

5"

8" (F.V.)

9/16"

1 3/4" 6 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL HOLE PLACEMENT

3 1
/2"

8" (F.V.)

A
B

CLIP 1A

CLIP 1A

"1A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

CLIP 1B

1 7
/16

"

5"

8" (F.V.)

9/16"

1 3/4" 6 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL
HOLE PLACEMENT

3 1
/2"

8" (F.V.)

A
B

CLIP 1B

CLIP 1B

"1B" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

4 1/8"

4 1/8"
V.I.F.

2" X 2" X 1/4" STEEL PLATE
BY SPS

ONE ½-13 GRADE 5 THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS
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WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 2A

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

8"

CLIP 1B5"

"2A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 2B

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

8"

CLIP 1B5"

"2B" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

CLIP 2A

1 7
/16

"

5"

8" (F.V.)

9/16"

1 3/4" 6 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL HOLE PLACEMENT

3 1
/2"

8" (F.V.)

A
B

CLIP 2A

CLIP 2A

"2A" 8" (F.V.) X 5"  X 4" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

CLIP 2B

1 7
/16

"

5"

8" (F.V.)

9/16"

1 3/4" 6 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL HOLE PLACEMENT

3 1
/2"

8" (F.V.)

A
B

CLIP 2B

CLIP 2B

"2B" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

4 1/8"

4 1/8"

2" X 2" X 1/4" STEEL PLATE
BY SPS

2" X 2" X 1/4" STEEL PLATE
BY SPS

ONE ½-13 GRADE 5 THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS
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WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 3A

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

11 5/16"

CLIP 3A5"

"3A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

AT AN ANGLE

11 5/16"

3 1
/2"

135°

1 7
/16

"

9/16"

5"

2 1
/2"

2 1
/2"

1 3/4"9 9/16"

11 5/16"

CLIP 3A

CLIP 3A

"A"

A

B

3 1/2"

5"

"B"

CLIP 3A

2" 2"

2 1
/2"

2 1
/2"

FIELD DRILL HOLE PLACEMENT

FIELD DRILL HOLE PLACEMENT

2" X 2" X 1/4" STEEL PLATE
BY SPS

ONE ½-13 GRADE 5 THRU BOLT

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS
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WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 3B

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

7 1/16"

CLIP 3B5"

"3B" 8" (F.V.) X 5"  X F.V. X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

AT AN ANGLE

7 1
/16

"

8"

FIELD DRILL HOLE PLACEMENT

8"

5"

2 1
/2"

2 1
/2"

1 7
/16

"

9/16"

5"

2 1
/2"

2 1
/2"

1 3/4" 5 5/16"

7 1/16"

CLIP 3B

CLIP 3B

CLIP 3B

A

B

"A"

"B"

FIELD DRILL HOLE PLACEMENT

2" X 2" X 1/4" STEEL PLATE
BY SPS

ONE ½-13 GRADE 5 THRU BOLT

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS
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WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 4B

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

5"

CLIP 4B

5"

"4B" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

CLIP 4B

1 7
/16

"

5"

5" (F.V.)

9/16"

1 3/4" 3 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL
HOLE PLACEMENT

3 1
/2"

5" (F.V.)

A

B

CLIP 4B

CLIP 4B

"4B" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

1 1/8"

2" X 2" X 1/4" STEEL PLATE
BY SPS

WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 4A

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

5"

CLIP 4A

5"

"4A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

1 1/8"

2" X 2" X 1/4" STEEL PLATE
BY SPS

CLIP 4A

1 7
/16

"

5"

5" (F.V.)

9/16"

1 3/4" 3 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL
HOLE PLACEMENT

3 1
/2"

5" (F.V.)

A
B

CLIP 4A

CLIP 4A

"4A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS

3.17

AutoCAD SHX Text
Drawn By

AutoCAD SHX Text
Date Drawn

AutoCAD SHX Text
Checked By

AutoCAD SHX Text
Date Checked

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
Charlotte, North Carolina

AutoCAD SHX Text
Fort Wayne, Indiana

AutoCAD SHX Text
ERECTOR:

AutoCAD SHX Text
ARCHITECT:

AutoCAD SHX Text
GREENVILLE, SC

AutoCAD SHX Text
Raleigh, North Carolina

AutoCAD SHX Text
Job Name

AutoCAD SHX Text
Indianapolis, Indiana

AutoCAD SHX Text
MCMILLAN PAZDAN SMITH ARCHITECTS

AutoCAD SHX Text
SPS CORPORATION

AutoCAD SHX Text
08/27/20

AutoCAD SHX Text
CCW

AutoCAD SHX Text
5293

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
08/27/20

AutoCAD SHX Text
LW

AutoCAD SHX Text
BON SECOURS

AutoCAD SHX Text
6

AutoCAD SHX Text
3/2/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
7

AutoCAD SHX Text
3/10/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
8

AutoCAD SHX Text
4/7/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
9

AutoCAD SHX Text
5/6/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
10

AutoCAD SHX Text
5/19/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
11

AutoCAD SHX Text
7/9/21

AutoCAD SHX Text
CW

AutoCAD SHX Text
50

AutoCAD SHX Text
3.17

AutoCAD SHX Text
REF: 4/A416

AutoCAD SHX Text
49

AutoCAD SHX Text
3.17

AutoCAD SHX Text
REF: 4/A416

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
N.T.S.



BY

S
P

S
 
C

o
r
p
o
r
a
t
i
o
n

REVISIONS

B
O

N
 
S

E
C

O
U

R
S

 
S

T
.
 
F

R
A

N
C

I
S

 
D

O
W

N
T

O
W

N
 
E

N
V

E
L
O

P
E

 
R

E
N

O
V

A
T

I
O

N

WW-500 HEAD

WW-181-01 SHEAR BLOCK
ATTACH TO VERTICAL W/ FS-9, ATTACH
TO HORIZONTAL W/ FS-115. SEAL PRIOR
TO INSTALLING HORIZONTAL. SEE TOP
VIEW FOR SHEAR BLOCK AT CORNERS.

WW-110 FACE CAP

WW-1496 PRESSURE PLATE W/
GP-107 ISOLATOR AND (2) 5/16"

WEEP HOLES PER D.L.O.
FIELD ATTACH W/ FS-325 @ 9" O.C.

5/16" WEEP HOLE
@ C.L. OF D.L.O.

GP-103 GASKETS TYP.

GP-117

3/4
"

2 1
/2"

D.
L.O

.

F.
S.

 - 
M.

L.

R.
O.

7 1/4"

WW-103-01 F-ANCHOR AT JAMBS
WW-102-01 T-ANCHOR AT INTERMEDIATE

SPS FABRICATOR:  THE PERIMETER
PRESSURE PLATE WILL NEED TO BE

PICTURE FRAMED TO ACCEPT THE
PREFORMED SILICONE. NOTCHING OF

THE GUN RAIL WILL BE REQUIRED

PREFORMED SILICONE
(SEE SEPARATE SUBMITTAL)

WINDLOAD CLIP 5A

SEALANT & BACKER ROD (BY SPS)
3/4" CAULK JOINT/CLOSED CELL BACKER ROD

TREMCO SPECTREM 1 BLACK

METAL FLASHING (BY SPS)
.040 ALUMINUM BRAKE METAL BM-1/0.05

INSULATION AND BACK PAN NOT SHOWN FOR CLARITY
SEE 6/3.02 FOR DETAIL SHOWING ALL NOTES INCLUDING
INSULATION, BACK PAN AND WATERPROOFING INFORMATION.

ONE ½-13 GRADE 5 THRU BOLT

5"

CLIP 5A

5"

"5A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

1 1/8"

CLIP 5A

1 7
/16

"

5"

5" (F.V.)

9/16"

1 3/4" 3 1/4"

5"

3 1/2"

9/16"

2 1
/2"

2 1
/2"

"A" "B"

FIELD DRILL
HOLE PLACEMENT

3 1
/2"

5" (F.V.)

A
B

CLIP 5A

CLIP 5A

"5A" 8" (F.V.) X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT

3 1/2"3 1/2"

5" 5"

VERTICAL CURTAINWALL MULLION

VARIES X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5
1/2" THRU BOLT

VARIES X 5"  X 3 1/2" X 1/4" L-ANGLE
WIND LOAD CLIP WITH GRADE 5

1/2" THRU BOLT

TYPICAL VERTICAL
@ TOWER

D.L.O. 2 1/2" D.L.O.

ONE ½-13 GRADE 5 THRU BOLT

ONE ½-13 GRADE 5 THRU BOLT

SINCE T & F ANCHORS ARE BEING USED
THEN INSTALL SECTION OF MINERAL

WOOL AND SEALANT OR LOW
EXPANSION SPS RECESSED FROM THE
TOP OF THE MULLION BELOW THE F & T

ANCHORS TO PREVENT THE
COMMUNICATION OF AIR FROM BELOW.

THIS ONLY APPLIES TO THE FOUR
CURTAINWALL EXTENSIONS

FIELD DRILL
HOLE PLACEMENT
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