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DOOR SCHEDULE (STOREFRONT DOORS AND FRAMES)
DOOR # OPENING SIZE HW SET HAND DOOR TYPE FRAME FRAMING AREA

101 6'-0" X 7'-11 3/4" #17 PRSO ALUM/GLASS SF2 YES 45TU LOBBY B 120B

101A 6'-0" X 7'-11 3/4" #17 PRSO ALUM/GLASS SF2 YES 45TU LOBBY B 120B

101B 6'-0" X 7'-11 3/4" #17 PRSO ALUM/GLASS SF2 YES 45TU LOBBY B 120B

101C 6'-0" X 7'-11 3/4" #17 PRSO ALUM/GLASS SF2 YES 45TU LOBBY B 120B

101E 3'-0" X 7'-11 3/4" #17A RH-HLSO ALUM/GLASS SF3 YES 45TU CORRIDOR 147B

101J 3'-0" X 7'-11 3/4" #17A LH-HRSO ALUM/GLASS SF4 YES 45TU RECEPTION 154A

101K 3'-0" X 7'-11 3/4" #17A LH-HRSO ALUM/GLASS SF4 YES 45TU VOTING 155

102 6'-0" X 7'-9 1/2" #17 PRSO ALUM/GLASS CW5 YCW 750 OG OFFICE VESTIBULE

102A 6'-0" X 7'-9 1/2" #17 PRSO ALUM/GLASS CW5 YCW 750 OG OFFICE VESTIBULE

102B 6'-0" X 7'-11 1/8" #17 PRSO ALUM/GLASS CW11 YCW 750 OG OFFICE VESTIBULE

102C 6'-0" X 7'-11 1/8" #17 PRSO ALUM/GLASS CW11 YCW 750 OG OFFICE VESTIBULE

105 6'-0" X 7'-9" #17 PRSO ALUM/GLASS CW13 YHC 300 OG HUB VESTIBULE 105

105A 6'-0" X 7'-9" #17 PRSO ALUM/GLASS CW13 YHC 300 OG HUB VESTIBULE 105

105B 6'-0" X 7'-9 1/2" #17 PRSO ALUM/GLASS SF7 YHC 300 OG HUB VESTIBULE 105

105C 6'-0" X 7'-9 1/2" #17 PRSO ALUM/GLASS SF6 YHC 300 OG HUB VESTIBULE 105

106A 3'-0" X 7'-9" #17A LH-HRSO ALUM/GLASS CW14 YHC 300 OG HUB 153

106B 3'-0" X 7'-9" #17A RH-HLSO ALUM/GLASS CW15 YHC 300 OG HUB 153

107 3'-0" X 7'-9" #17A LH-HRSO ALUM/GLASS CW12 YHC 300 OG LOBBY 157

114 3'-0" X 7'-11 3/4" #17A LH-HRSO ALUM/GLASS SF20 YES 45TU VOTING 155

ALUMINUM STOREFRONT DOOR NOTES:

1)  ALUMINUM EXTERIOR STOREFRONT DOORS @ EOC ARE YKK  50H WIDE STILE DOORS (2 3/8" THICK)
      WITH 5" TOP RAIL & 12" STACKED BOTTOM RAIL, TO ACCEPT 1" LAMINATED GLAZING.

2) ALUMINUM EXTERIOR STOREFRONT DOORS @ OFFICE ARE YKK 50XT WIDE STILE DOORS (2 3/8" THICK)
    WITH 5" TOP RAIL & 12" STACKED BOTTOM RAIL, TO ACCEPT 1" GLAZING.

3) ALUMINUM INTERIOR STOREFRONT DOORS ARE YKK 50D WIDE STILE DOORS (1 3/4" THICK)
    WITH 5" TOP RAIL & 12" STACKED BOTTOM RAIL, TO ACCEPT 1/4" GLAZING.

4) DOOR HARDWARE IS SUPPLIED AND INSTALLED BY OTHERS.

THE DOOR HARDWARE HAS YET
TO BE FINALIZED. HARDWARE SETS

TBD. HW BY OTHERS.
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GLASS SCHEDULE
SYMBOL DESCRIPTION (SEE  SUBMITTALS)

GL1T

GLASS ILLUSTRATION
TYPICAL 1" GLAZING

1 5/16" INSULATED IMPACT GLASS - TEMPERED VISION
- 1/4" CLEAR TEMPERED W/ SNX 51/23 HT ON #2 SURFACE
- 3/8" AIR SPACE
- 1/4" CLEAR HEAT STRENGTHENED
- .180 SGP
- 1/4" CLEAR TEMPERED

1" INSULATED GLASS - TEMPERED VISION
- 1/4" CLEAR TEMPERED W/ SNX 51/23 HT ON #2 SURFACE
- 1/2" AIR SPACE
- 1/4" CLEAR TEMPERED

GL2T

GL3T 1/4" CLEAR TEMPERED

GL5T
1" INSULATED GLASS - TEMPERED SPANDREL
- 1/4" CLEAR TEMPERED W/ SNX 51/23 HT ON #2 SURFACE
- 1/2" AIR SPACE
- 1/4" CLEAR TEMPERED W/ WARM GRAY CERAMIC FRIT ON #4 SURFACE

1 5/16" INSULATED IMPACT GLASS - TEMPERED SPANDREL
- 1/4" CLEAR TEMPERED W/ SNX 51/23 HT ON #2 SURFACE
- 3/8" AIR SPACE
- 1/4" CLEAR HEAT STRENGTHENED
- .180 SGP
- 1/4" CLEAR TEMPERED W/ WARM GRAY CERAMIC FRIT ON #6 SURFACE

GL6T

GL7T
1" INSULATED GLASS - TEMPERED SPANDREL
- 1/4" CLEAR TEMPERED W/ SNX 51/23 HT ON #2 SURFACE
- 1/2" AIR SPACE
- 1/4" CLEAR TEMPERED W/ CERAMIC FRIT SCREEN 1/8" DOTS 40% COVERAGE

1" INSULATED IMPACT GLASS - TEMPERED VISION
- 3/16" CLEAR TEMPERED W/ SNX 51/23 ON #2 SURFACE
- 5/16" AIR SPACE
- 3/16" CLEAR HEAT STRENGTHENED
- .180 SGP
- 3/16" CLEAR TEMPERED

GL9T
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